





HYDRANT OPERATION SATIBFACTORY
HYDRANT OPERATION DERCIENCY

A-1 HYDRANT SERVICES LTD.
550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

(416) 282-1665 .
1-888-349-2493

CUSTOMER NAME: ﬁwﬂfo /Mmm HYDRANT LOCATION: Z{/ , - 7L

: SERVIGE ADDRESS: gg, / A /91/ W 4}, 0 HYDRANT MAKE: M g
| deardorpnagt | = Do 3\
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
Y. BECONGARY VALVE o« O crosen O 18, BONNETCOVER ' o« O wa [ reruncen [
. LOCATED _ ANOTVIBERLE ANOPEFABLE 19, BONMETBOLTE ox [ wa 00 neeacen [
2 HYDRANT OPERATION onEl x B LEARES . SONNET o O rerACED L]
. ot [ perculr [J  vcrEmeeE U 21. BONNETSEAL o [ rercED [
; wer [ AMT. DFWATER 22 OPERATING NUT x O REMACED L)
i 3 CHECKBARREL FORWATER wg// P — Q_ o R =
. 4 CHECKCAPGASKETS oK E]/ repLAced [ 24 STurrng BoX o [ A L) RERACED o
P . B THAUSTBEARNG o« O repacen [
i & CHECKNQIZLES & THREADS ox T e & voese [ 2 _BeARmG Houeee o O rerce [
eaone 0 umoe ] DAMAGES L 27. BEARENG HOUSING BOLTS o« [ WA rerucEd [
i o LWBRCATE vEsB/ vor O 28, HOUSING COVER o« [ C reracen [
- 2. HOUSING COVER BOLTS a&ﬁ{j w O meruacen [
7. LUBE SCREW oxE/ ssang [ reruacen [ X _semsIoumaseLs oc L ma D) memaced O
. 3. UPPEROPERATING ROD oK Q_ REPLACED _i:l_
LT £2. LOWER OPERATING FOD o [ rAerLAcEDd [
l(: & FLOWTEST S0 prTOT /Qﬁ/ uUBGPM P ——— =0 w0 m?
, 9. PRESSURETEST € [QQ _PEG e FaLED L] 3 coummneaT x O rercen [
3. LOWERRODNUTIS) o [ mePuaced [
10, COLOURGODED veuB/ COLOUR 2. LOWERRCOBTOPPNPLATE 0K [ w (] reruce 1
sl 7. VALVESALL BEALM} x O w3 seruaced [
1 11, HYDRANT PAINTED ves 0 COLOUR ¥, VALVEBALL BOTTOM O'Lg reraced [
NO 3. VALVEBALL FUSBER o« O merLacen [
12 HYDRANTPLMPED OUT mg/ o O3 40 VALVEBALLTOP o [ wa O merucen [
A 41, MARSVALVE BEAT o« [ reracen [
. 13, GROUNDFLANGE SAPETY S/ pueee L LEnoNG 42 MAINVALVE SEAT BEALIS) o [ reraceD [
s sous s O DAMAGED Lt 4. DRANVALVE o« 0 Aerucen [
14, REOURES BARREL EXTENTION wa O 4. DRANVALVE BEALIS) o [} rerscen [
. 45, DRAINVALVE PORTS) o« (7 cueanep [0 rerucen []
i 15, PUMPERNQZLE mg/ e 45. DRAINVALVE COTTER PIN() o« O wa O rePLACED [
NG P 47. LOWERBARREL o« [ PEPLACED g
1 18, NOZZLE ORENTATION u(B/ mrroren [ 48 LOWERBARAEL FLANGE(D) x [ wa 0] rerwce [}
i = P 49, UPPERBARREL oK I':_']] = PEPLACED %
C o - s - S0 UPPERBAPREL FLANGEIR o o REPLACED

”'W pamnaen A y\- - 51. BARRELEXTENTIONS) ™ O N [0 meuce O
i SERW . PLANGE CAETE) *x 0 _ wb rmuwe O
4 . FLANGE BOLTS x O wa O] reracen [
5 y . 54, BOOT o« [0 wo 0 meruce O
¥ CUSTOMER REPRESENTATIVE: 85, NOZZLE®) oK I;_] recavuen [ PEPLACED ]
1 B8, NOZZLECAPYE) cx__D MT;I_
¥7. NOZILE RETARNEAS) o O wa [0 mePuce O
(\ ‘ COMMENTS: B8, TTLEE oK g_ P
I e 69, _THER oK g \M
00, TR ok [ G
. TTeEs o O |
82 oP<o x 0O O
l 8 oHER o« [ [




HYDRANT OPERATION SATISFACTORY k.
HYDRANT OPERATION DEFICIENCY ]

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1 N
(416) 282-1665 . ™
1-888-349-2493 i

o

. 1 { )
g i 2o | s ol Tonds Rl

SERVICE ADDRESS: f: A A( 0| HYORANT MAKE: /ng /T
L | o= e /%K
ANNUAL PREVENTATIVE MAINTENANCE (APﬁl) ADDITIONAL WORK
1. BECONDARY VALVE o O cLosEDd OJ 10, BONWETCOVER ox ] wa [J  reruce [
LOGATED __NOTVISIBLE worerasis [ 18 BONNETBOLTS o« O wa ) reracen [
2 HYDRANTOPERATION om 3 o teans O 2. BONNET o« [ repuaced [
o [ orrcur [ orsraesE 21. BONNETSEAL o« 0 REPLACED 1]
3 CHECKSARREL FORWATER wer [ AMT. OF WATER 2. OPERATING tAT o O repuace [
23, OPERATING NUT O-FINGH{E) o l;_l_ REPACK [
4 CHECK CAP GABKETS oK B/ peracen ) U STUPPNGBOX o« [ Na repcen O
B . 5. THRUSTEEARNG o [J A reruaced [
NOZZLES & THREADS o [Z ws P wose . BEAWNGHOUSING o« O 0 reruc [
B orecK st teaans O LEADED E/ omasces O 27. BEARWNG HOUSING BOLTS o« O pePuceD [
s LUBRICATE mB/ wor O 20, HOUBING COVER o« {1 wa [0 2 rerwces [
2. HOUBING COVERBOLTS o O RepLacED [
" wee o B/ o o O 30. BEARING HOUSING BEAL(S) o O REFLACED g
=y ' 21. UPPEROPERATING ROD o O RePACED [
"’) & FLOWTEST :?(t’ pTGT / / / & VBGPM 2 LOWERGPERATING AOD ox O W@MJ
N OO COUPLING o [ wa 0 RePaceD M.~
o PrESSURETEST © CZQZ i rasszo [ canes O M. COUPLING BOLTS o O EFLACEDQ
3. LOWERROD NUTTS) o« O REPLACED [
Y0, COLOURCODED ves O coLoun 3. LoweRRCDSTORPWPLATE ok [ 0O rerucen [J
NO 37. VALVE BALL BEAL(S) o [J wa 0 rmepuces
N 11 HYDRANTPANTED ves O p_— 28, VALVE BALLBOTTOM o« [ reraceD [
NO 29. VALVE BALL FUBRER ok O pePAGED [
12 rvoranTPuEDOUT  YES L w0 40, VALVEBALLTOP o [] wa ) reracen [
na O 41, MAINVALVE SEAT o reracen O
13 GROUNDFLANGE earery O snen O LEAKNG L 42, MAINVALVE SEAT BEAL(S) o [0 repuaceD [
s0LD wa O oarmaen [ . DRANVALVE * O reroce L
14 REQUIRES BARREL EXTENTION wa O 4._DRANVALVE BEALES) o O merAcED £
45, DRAMNVALVE PORT(S) o 3  ceme 0 reracens [
15, PUMPERNOZZLE vesg/ TYPE 45, DRAINVALVE COTTER PH(S) o« O wa [ reracen [
NO 47. LOWERBARREL o« O reraced [
18, NOZZLE ORENTATION OKG/ I . LOWER BARREL FLANGE(S) o [ wa ] Remaced [
" 43. UPPERBARREL e [ RePLACED [
17, TRARFIC BOLLARDS o [ A ‘3/ ToocLese O 30 UPPERBARREL. FLANGE(S) x O o [ Aeracen [
parapmo [ 51, BARFIEL EXTENTIOMS) o« [ wa 0] reracen O
VICED BY:"" / 82 FLANGE GASKETIS) o« O wa [ reruce [
/ % 5. PLANGE BOLTS ok [ we O PEPLACED ]
- . BOOT o ] wa [1  rereaces [
CUSTOMER REPRESENTATIVE: 8. NOZZLES) ox [0 mecavues [ peruced [
8. NOZZLE CAP(S) o« [ rerace [
I al , PN 4 ] £7. NOZZLE RETAINER(S) o [ wa 1 meruace [
; a—x
-~ COMMENTS: B8, LTHIR ox [ |
%wm Mg puntdA . e « 0 ()
M’_ﬂl'_gadw‘?/ W : o CEe ©
8. THEE o [ _g
/ & STES oK D g
€. Othes o O




HYDRANT OPERATION SATISFACTORY
HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

: ltho Lo
i SERVICEADDRESS: 0 M M M
Xl 4 )7 .
i A’Mfi«
i ANNUAL PREVENTATIVE MAINTENANCE ( 'PM) ADDITIONAL WORK
' 1. SECONDARY VALVE o O cesen O 18, BONNETCOVER ox [] wa [0 reracen [
i LOCATED . NOTVISWLE _proeerane O 19, BONNETBOLTE o« O wa 0 rerace [
2 HYDRANTOPERATION om [ x [T wesana 20. BONNET o« O reracen [
. o [J orcut [ NOPERARLE L] 21. BONNETSEAL o [ repacen [
j: 1 CHECK BARRELFORWATER wer ) AMT. OF WATER 2 _OPERATINGMUT x B - __rerusced [
DAY P 23 OPERATING NUT O-RING(S) o [J wa [ rerack [
4 CHECK GAP GASKETS oK IZ/ rerAced [J 2. STUFRNG BOX ox [ il remacen [
] P 25, THRUST BEARNG o O NA reracen (]
4 . crecK o THAEADS ed wes O oose ] 28, BEARNG HOUSING x O wa 3 rerace [
temone O3 LEADED camaced [ 27. BEARING HOUSING BOLTS o O3 WA reraced [
& |LUBRICATE HYDRANT Y&BB/ NOT REGURED [ 2. HOUSIGCVER ox [ rerced (1
9. HOUSING COVER BOLTS o [ wa O sepaced [
TLuBE mﬂ/ usona e O :: wpmumrmﬁm 2 C|'_']i s REPLACED %
T _ 2. LOWERGPERATING FOO o [ _ rerucen [
l(_/; 8 AOWTEST Q'O proT 8 K l’ 33 MO0 COUPUING o« O wa [ mepLACED |
o PrESSURETEST € ﬁ oo A B/ o O 3¢ COUPLINGROLTS o [ wa [J  mePacen [J
3. LOWERROD NUTS) o« O MEPLACED g
16, COLOURCODED ves £ coLoLR 36, LOWERRCD §TOP PINPLATE x [J wa [0 rerace O
O 37. VALVE BALL SEAL(S) o [ wa [ repacep [
11 HYDRANTEANTED ves [ COLOUR 30, VALVE BALL SOTTOM o [} rercen [
' No - 20. VALVE BALL AUBBER o« O aeraced O
' 12. HYDRANTPUMPEDOUT ~ YE9 ced o O 40 VALVEBALLTOP ox [ w0 serues U
na A1, WAINVALVE SEAT o [ - repaced [J
GROUND saFETY [ surep ) EAKNG 42, MARNVALVE BEAT GEALIS} o O rePaceD [
" o Mﬂ/ na O sanaszs 43, DRANVALVE o« O mePLACED ]
14, PEOUIRES BARREL EXTENTION wa [ 4. DRANVALVE BEALIS) x O reracen []
45, DRANVALVE PORTTS) o« [ a=aen O mePLACED [
18, PUMPER NOZZLE VESB/ TvPE 45. DRAINVALVE COTTER PING) x O wa O meruce [
ND 47. LOWERBARREL x O reraced [
' 16, NOZZLE ORIENTATION o ﬁ/ MERCPER ] 48, LOWERBARAE FLANGEIS) o« [ wa 0] reruscen [
; . UPPERBARREL o O repuacen [
i 17, TRAFFC BOUARDS o 0 /’_M_E<:?»c:;css e 80 UPPERBARREL PLANGE(S) o« OJ w0 merucen O
oampaen [ 81. BARRELEXTENTIOND) o« [ wa []  reracen [
] ERVICED B2 FLANGE GASKETIS) ok [} w pepacen [
H . FLANGEBOLTS o« O wn ) reruace [
s pOOT ox [ wa [ peracen [
v CUSTOMER REPRESENTATIVE: 85 NOZZLE(S) oK J mmm_g REPLACED g
‘ BA.  NOZZLE CAP{S) o O repLacen [}
) : 57, NOZZLERETAMNER() o« [ wa [ merace O
( ‘i COMMENTS: oo e a2
A W T-Ee o [ A
.! 80 STz o« O O
B, ek o [J [}
82 GTES o« [ O
i 8@ oTrer o« O O




HYDRANT OPERATION SATISFACTORY [
HYDRANT OPERATION DEFICIENCY e

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unlt # 18 :
Scarborough, On. M1E 4V1

(416) 282-1665 (’ ™
1-888-349-2493

CUSTOMER NAME: Z}W% MZ& Z,v HYDRANT LOCATION: OMA’ aogo//a m
SERVICE ADDRESS: 3& ,/ 0/&( ; 4 1’06 HYDRANT MAKE: z(sv/-(
L o {)oe 21008
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. SECONOARY VALVE o O siesEr i 18, BONNET COVER o« [J na [0 merucen [
LOGATED _ NOTVISHLE screrase O 19, BONNETBOLTS o« O wa O reruce [J
) oPERATION o o« O e E-'/ 20 BONNET o« O repaceD [J
o (] oFrcutt [ ~orgassiE 1 21. BONNETSEAL wx 0 REPUCED [
3 creckeanasrorwater WET O AMT. OF WATER 2 OPERATRGNT ox O rerce )
20, OPERATING NUT O-RING{B) ok [} w0 reracx [
4 CHECKCAPGASKETS oxa/ rePaced [J 24 STURANGBOX x 0 pEANE Q
25, THAUST BEARING o [ repace [
o e 28, BEARING HOUBING o« 3 rePucen [
. ““mms‘%%’ LEADED B/ zaragEs 27. BEARING HOUSING BOLTS o« O WA [j REPLACED Q
o LUBRCATE mE!/ wor 0 28, HOUSING COVER o« O rEPACED []
20, HOUSING COVERBOLTS oK g NA mepacen [
7. LUBE SCREW mD] mssng [ rertacen [ 5. _SEAmOrUSa LS o [ va L) rersced [
' 3. URFEROPERATING ROD o« O rePLACED [
32, LOWER OPERATING ROD ox [ reracen [
s mowTesT Q‘IL PITOT q/zﬁz USGPM o oo o = 0 i reucs! )
s pressoreTest 62/ reo passeo P - o L] nm D reaee L
6. LOWERRODNUT(S) cx_l;] repacen [J
10, COLOURCODED vzs%/ COLOUR, 3. LOWERAODSTOPPNPLATE  ox [] wa O meracen [
NO 37. VALVE BALL SEAL(S} ok [ wa O REPACED [
. Y ORANT PAINTED ves [] COLOUR M. VALVE BALL BOTTOM o [ reracer [
NO 3. VALVE BALL RUBBER ok [J rRerPAcer [
12, HOYDRANTPUMPED OUT ves O] o 3 40. VALVEBALLTOP o wa O reracen [
NA . A1, MAINVALVE SEAT o O repacen [
13 GROUND FLANGE sapeTy 1 BURED B~ s o 42 MAIN VALVE BEAT SEAL(S) e« O rRePLACED [
soun [ s O TAUAGED i 43. DRAINVALVE x O FEPACED [
14. REQUIRES BARAEL EXTENTION wa [ 44 ORANVALVESEALES) o« O repuacen (]
45, DRAINVALVE PORT(S) o« [ cEearee O reracen (3
15, PUMPERNGZZLE m%/ TvPE 48. DRAWNVALVE COTTER PIN(S) o« O wa [ rerurcen O
NO 47. LOWERBARREL o [ reraced []
18 NOZZLE ORIENTATION o B/ VERCFER L) 43, LOWER BARREL FLANGE(S) o [ wa O PEPLACED [
/ #0, UPPERBARREL o« rerAceD [
S 20 UPPERBARPEL FLANGE(S) o O wa O REPACED L}
DAMAGF"}D 51, BARFEL EXTENTIONS) o= [ wn [ peruced [
SEHVICE B FLANGE GASKETS) o [ wa []  Pepiaced [
53, FLANGEBOLTS o fj wa [ rerpcen [
/-\J B4 BOOT ok [ na O repaced [
CUSTOMER REPRESENTATIVE: prgrv—r o [ recamnes [) reruces O
58, NOZDUECAP(S) o [ meracen [
. $7. NOZDLE AETANERS) o[ O reracen [J
COMME W [ o O ST
,) NTS: ,d/ /&ﬂﬂp/\l W ——— =~ J
Sy chontod - =D G
V l [ L L ok [ g
[ - ) o D D
o o« O [
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A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

(416) 282-1665
1-888-349-2493

HYDRANT OPERATION SATISFACTORY
HYDRANT OPERATION DERICIENCY (

€

oo 20Ty M ln Zon

HYDRANT LOGATION: Md@%}%ﬁm&

SERVICE ADDRESS: / y /5‘ - HYDRANT MAKE:
Ul Ol el e ,
DATE: aggf-l( 28
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

1. SECONOARY VALVE M o ceces O 18, BOMNETCOVER o [ wa [ meracen [
wocate sorviems [0 vosereeis [ 19. BONNETBOLTS o I wa [1  perace [
2 HYDRANTOPERATION o2 x @ s 0. BONNET o [J repacen [
o [ oemeuT [ moFERsEE O 71, BONNETSEAL ] repaced [
+ creckeannecroRwaTER WET O AMT. OF WATER Z _OPERATINGNUT o [ reracen [
23. OPERATING NUTO-RINGIS) o O WA ReFack [
4 CHECKCAPGASKETS mE/ aerLaceD [ 2 STOTRO X x 0 na O memacen [
P 25, THRUSTBEARING o (] A mﬁﬂ
e as O st 26, BEARENG HOUSING x O NA REFLCED [
> crieex st tenana ) LEADED B/ DAMAGES 27, BEARING HOUSING BOLTS o« O ™ reracen [
& LUBRCATE HYDRANT mG/ norrecuren [3 2. _HOUSAG COVER o [ w0 reruce O
_ 29. HOUBING COVER BOLTB o [J NA meruacenr [
e mg/ O o 0 0. BEARING HOUBING SEAL(S) o« [J A repacen [
) ) = 31, UPPEROPERATING FICD o« O REPLACED g
B FLOWTEST A PTOT C//I usaPM 32 LOWEROPERATING ROO o« O FEPLACED [
" 3. ROD COUPLING o O wa O mi_
9 PRESSURETEST c_‘f&m PASSED E/ FA_ED M. couPmGBOLYS o O v O reracen [
, M. LOWERRODNUT(S) o PEPLACED Q
10, COLOURCODED ves O cOLOUR 3 LOWERRODSTOPPNPLATE oK [J wa O] reraced [
) NO . VALVEBALL BEAL(E) o« O wa [ reracen [
1. HYDRANT PAINTED ves ) COLOUR 30, VALVEBALL BOTTOM o [ AeRLACED [
NO . VALVEBALL RUSBER o reraced [J
12. HYDRANTPUMPEDOUT  YES B/ w2 0. VMVEBMLTOP o (] nwa 00 Reracen [
NA 41, MAINVALVE BEAT a O reracen [
13 GROUND FLANSE sareTy O eurco ) Zants £2. MAINVALVE BEAT SEAL(S] e« O REPLACED []
Soup NA SAMRGES — 43. DRANVALVE o [] reraced ()
14, REQUIRES BARREL EXTENTION wa O 4. DRANVALVE BEALIS) x 03 peruacen [
45. DRAINVALVE PORT(S) ox [0 ceren O pepuacen (O]
15, PUMPERNGIZLE Yesg/ TYPE 46. DAAWVALVECOTTERPWG) oK [ wa 0 rerucsn O
NO - 47, LOWERRARPE. reracens [
16, NGZZLE GRIENTATION mc{ N 43, LOWER BARREL FLANGE(S) ] ™ reraced [
. &9, UPPERBARREL 0O _ reracEs OJ
17. TRAFFIC BOLLARDS o (1 NA E]/ “saroniE 30 UPPERBARREL FLANGE(E) 0 wa [ nepacen [
oaaaen [ - 1. BARAEL EXTENTIONS) o« [ wa [ reracen [J
SERV| 52, FLANGE GASKET(S) o O wa [ PMEPACED [
. A/ BY. FLANGEBCLTS o« O wa O rerwces [
. [: B4, BOOT o [ s O reruce [
CUSTOMER ﬂE‘RESENTA‘l\'IVE: 5. NOZDE®) ox [0 necavsen reracen O3
58 NOZZLE CAP(S) o [] repacen [
57, NOZ2LE RETANER(S) ok O wa [ reraced [
COMMENTS: 88, TUHfR o g F»
[ e o O |
o T o (W]
8. THER oK g [l
82 LTS o« [ O
.~ N Tl o D




HYDRANT OPERATION SATISFACTORY 2
HYDRANT OPERATION DEFICIENCY )

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1 é -
(416) 282-1665 ("
1-888-349-2493
CUSTOMER NAME:T HYDRANT LOCAWWWM&”/
SERVICE ADDRESS: 77 iy M :
2ol Ol FonX toRanT MaKE: A (4 7
W DATE: &Q 2//9x
ANNUAL PREVENTATIVE MAINTENANCE (AF(M) ADDITIONAL WORK
1. BECONDARY VALVE o= O cLesed L 18 BONNET COVER o [ w0 repace [
LOCATED _AKTVISIBLE NGPERABLE O 15, BONNETBOLTS o O wa [ meracen [
2 HYDRANT OPERATION ORB/ ox G/ LEAKING ) 20, BONNET x O repaces [
o orRculT [ NCFERAELE ] 21, BONNET SEAL o« O rEPLACED [
wer [ AMT, OF WATER 22 OPERATING NUT ™ O ~ reruacep [
3. CHECK BARREL FORWATER WB/, T O e gy v
4 CHECKCAP GASKETS oK B/ aeracen O 34._STUPTING BOY o [) a (] reascen C)
s 25, THAUSTBEAFING o [ NA REPACED |
6 CHESKNOZZLES & THREADS OAKEJ, ne B/ wcoaz ; 26, BEARING HOUBING o [ rePacen [
ek O . LEADED O TARASED _ 27, BEARING HOUSING BOLTS o« 3 mmg
. L TE berDRANT YEBE/ o O 28, HOUSING COVER o« [ WA reracer [J
: - 20. HOUSING GOVER BOLTS ok [ w1 reruacen [
D/ 3. BEARING HOUBING BEAL(S) o O wa [ reruacen [
7 LUBE SCREW oK mssne [ reruacen [ =
\) ., 31. UPPEROPERATING ROD ox [J RePACED [
. - 2 LOWEROPERATING FOD o O pePLACED [
L RLONTEST M_m — USGPM peg————— ] ] o L)
. PRESSURETEST € ; SS Pwa PASSED B/ FANED o :: Lwennoo?;aﬁ: : g wa O m%
10 COLOURCODED vzsg/' COLOVR M. LOWERROD STOP PINPLATE o O w O rerucen 3
NO 37. VALVE BALL BEALS) o O wa O reraced
V1. HYORANT PANTED ves O COLOUR, 30, VALVEBALL BOTTOM o« O3 repuaceD [
NO 3. VALVE BALLRUBBER o« [ ReraceD [
v2 voranTPuREDOUT  YES O o 4. VALVEBALLTOP ox [ wm O rerwce
NA - 41. MAINVALVE BEAT o O reracenr O
'3 GROUNG FLANGE sarery O srep (87 EASNG 2 MAINVALVE SEATSEALIS) x O repacen [
sowo O wa O CAMGET 43, DRAINVALVE o O repacen [
14, REQUIRES BARREL EXTENTION w3 44, DRAINVALVE BEALS] o [ reraced [
45. DRAINVALYE PORT(S) oK ]_:_I cuearen [ repaacen [
5. PUMPERNGIZE vesg/ TvPE 48, DRAWVALVE COTTER PINGD) o [ wa [ reeuacen [
NO P 4. LOWERBARREL o O merpACED [
18, NOZZLE ORIENTATION oKD/ MPRGPER 42, LOWERBARREL AANGE(S) x U wa O resacen [
. UPPERBARPEL o [0 repacen [
17, TRAFFICEOUARDS G‘W o 80 UPPERBARREL FLANGES) o« [0 wa ] reruscen [
N DAMAGED 51 BARREL EXTENTIONS) o O wa ) meracen [
RVICED By~ 52 FLANGE GASKETIS! ok [J wa 3 repLaced [
/A,/ B FLANGESOLTS o O wa O reruacen O
/ { ! 84. BOOT o [ wm [ reruacen [
CUSTOMER REPRESENTATIVE: % NonEm) o ) recwaes O meraced O
$6. NOTIZLE CAPS) o [ reruacen [
) 57. NOTZLE RETAINERS) o _D_,_ wa O REPLACED D
~" COMMENTS: 8o o [ '
T o [ (f_"f)
0 - o« [ 0
0 e oK g_ [m]
2 omeEn ok O O
0 e o [
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HYDRANT OPERATION SATISFACTORY
HYDRANT OFERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

@) (_fl

o7 771l Pl 20

s 1710 o] Zizon s
SERVICE ADDRESS: % / /4 0 /49{ W M HYDRANT MAKE: )/ K 4
eordenprgh | > 9
ANNUAL PREVENTATIVE MAINTENANEE (AP’M) ADDITIONAL WORK
. secoronrrvane L S U({ closen 3 16, BONNET GOVER ' o« wa [ mepacen O
wearep  worvisas [ noreree [ 19, BONNETBOLTS o [ v ] reracen [
rDRANT g B~ D | _2 sower o« O rerACED ()
: crERATON g‘: W] WT:' O -‘-4’3”?-::’; a 21. BONNETEEAL o [ rERACED L1
wer O MY, OF WATER 2. OPERATING NUT o [ reracen [
1 CHECKBARFEL FOAWATER WB./, P ———— ) ] remacx 0
\ CHECKCAP GASKETS o B/ o 24, STURFING BOX x* [ O reruce ]
P 2. THAUSTBEARING o« O O rerucen [J
8. CHECKNOZZLES & THAEADS =g - woc3E L 2 seARNgHOUSE o [ ol reracen [
LEAKING _weanzo OJ cavacze T 27, PEARING HOUSING BOLTS o ] meracen [
oL T HYOR v:s[:‘!/ wor O 25, HOUSING GOVER o [ ] reraced ]
. 20, HOUSING COVERBOLTS ok [ [ mceag
7 LUBE SREW " |3/ 0 o O 0. BEARING HOUSING SEAL(S) oK Q "} rePLACED [
31. UPPERCPERATING ROD x mcaag
‘3:) 32 LOWER OPERATING ROD o« O reraced
}(, 8 FLOWTEST e POt /0‘?1‘, Usg 2. MOD COUPLING o« [ wa []  AEPLACED %—
$ PRESSURETEST eﬁ_L PG passen @ FanEn O 3 coummaenm o O wa C1 _renaced
3. LOWERRODNUT(S) ox [ rerucen [0
10 COLOURCODED ves O) COLOVA % LOWERRCOSTOPRNPLATE ok [ sa [1  peruacen [
‘ NO 37 VALVEBALLSEALD) o« [0 wa O] reracen [
11 HYDRANTPANTED ves coLoUR, 26, VALVE BALLBOTTOM o ' rerLaced [
NO . VALVEBALL RUBBER o [ PEPLACED [_:_I
ves [ e O A0, VALVEBALLTOP ox [ wa 0O rerAce [
12 HYDRANT PUMPED OUT MB// o A vALVE SEAT = 0 prrpp—
13 GROUNDFLANGE e suren [ ENE = A2 MAWVALVE BEAT BEAL(S) x O repLacED [
soub [ na [ ALAGED £, DRAINVALVE o [} reruaceD [
14 REGURES BARREL EXTENTION wr [ 44 DRANVALVE SEALLS) o O repacen (]
P 45, DRAINVALVE PORT(S) o [0  cusaren [ werLact [
5. PUMPER NOZZLE m?{ — i #. DRANVALVECOTTERPING) ok [ wa OJ  merwcen [
N B A1, LOWERBARREL o [J reracer O
16 NOZZLE CRIENTATION OKD/ mssees 48 LOWER BARREL FLANGE(S) o O wa 3  #eruacen [
- #9. UPPERBARPEL o O _ REPLACED l;l_
”. . o« D /zu/ rzozoe O 5 UPPERBARAEL FLANGELS) o« O O rerace O
- J""\ W%D"_ — 51. BARREL EXTENTION(S} ox [ O Repacen [
SERVICED B¥ _é/ - 52 FLANGE GASKETH o« O [m] serAcen [
W 5. FLANGE BOLTS o [ wm O repaced )
‘ .. : 8. BOOT o wa [ meracen D
CUSTOMER REPRESENTATIVE: B85, MOZZLE(S) ok [ mecawmsen [m] repuacen [
. NOTZLECAP(S) o« [ reruacen [
. 67, NOZZLE RETAINER(S} ex O wa O aeuce [
,( ", COMMENTS: i o [ =
T 8. . ToEFE ox [ L )
80, ZTein oK g_ D
8. Teza x [ =
& oraEs ox O |
L - BT o D D

|




550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

A-1 HYDRANT SERVICES LTD.

HYDRANT OPERATION SATISFACTORY [

HYDRANT OPERATION DEFICIENCY C

T e

(416) 282-1665
1-888-349-2493
o ity Aty T oo ol ol main B
SERVICEADDRESS: - RANT :
YUalA 0/&% /4{/\? HYDRANT MAKE /‘4/17'
decrlgneof | o g doe 2//92
rd
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. SECONDARY VALVE oK S/ cwcsen O 18, BONNETCOVER o [] na REFLACED
LOCATED __MNOTVISBE NOPERABLE (] 10. BONNETBOLTS o« ] wa [ peracen [
2 HYDRANTOPERATION g:‘ %/ c:cr g/\wﬁ:;: g :. m‘er z g gg EI]
3 creckesmnzrorwaten WET L AMT. OF WATER 2 _OPERATINGMUT o O ___ reracen [
ORY PR 2. OPERATING NUT O-RING(S) o [ wa rerack
4 CHECKCAP GASKETS oK B/ reruaced [ 20 STURRNG BOX o« [ v O rerace [
' L P 2. THRUSTBEARING o [ wa [0  meracen [
NOZZLE o.k{]’ 3 [2/ LO03E 26, BEARING HOUSING o [ wa [ AEPLACED g
b e SR aona O weapep [ caagzs O 27. BEARWNGHOUBING BOLTS o« 0 wma 0 merucen O
6 LUBRICATE HYDRANT YESB/ notTrecwren [ 2, rouseo oveR o O wa 01 reraces D)
20. HOUSING COVER BOLTS o [ wa O reruacen [
E/ 0. BEARING HOUSING SEALLS) o [ wa [ REPLACED [}
7. LUBE SCREW oK asana [ rerucEd [ —
3. UPPEROPERATING FOD o O mca:ﬁg
22 LOWEROPERATING ROD o« REFLAGCED
) 8 AOWTEST __..3_0 PTOT /0/‘? - vsaPM o oo o ——— o e :}
L Y PASSED B/ FaiEn 34 COUPUNG BOLTS o« O wa [J  mepaceD
3. LOWER RODNUTS) o« O repacen [
16, COLOUR CODED mg/ COLOUR 36, LOWERRQO STOP PWPLATE o« O O nepuacen [
NO 37. VALVE BALL SEALIS) o E WA REPLACED g
« 1. HYDEANTEANTED ves J Lo 30, VALVE BALL BOTTOM o O repacen [
NO . VALVE BALLRUBBER o« [ reruacen [
12. HYDRANT PUMPED OUT Yes S/ =N 40. VALVERALLTOP o« [ W O reracen [
WA - 41, MAINVALVE SEAT o [ repucen [
13, GROUND ELANGE smg BURIED E’V Erenm 42. MAINVALVE SEAT SEAL(S} ok [ repaces [
S0LID WA TaAvARED 43, DRANVALVE oK D AEPLACED D
14, REOUIRES BARREL EXTENTION wa O . DRAINVALVE SEALIS) o« [ reruces [
45. DRANVALVE PORT(S) oK l;l_ cuEarep [ PEMACED Q
15, PUMPERNGZILE YES%/ VPE 4. DRAINVALVE COTTER PIN(E) o [ va O rerucen [
NO 47, LOWERBARREL o O rerucen [
18, NOZZLE ORIENTATION o« [2/ @zopes 48, LOWER BARREL FLANGE(S) oK g wa REPLACED {;l
. 4. UPPERBARREL o [J repuacen [
17. TRAFFIC BOLLAROS o [ A B/ Tsgsgis 50  UPPERBARSEL FLANGE(S} ox [] wa [ reracen [
oamagen [J B1. BARPEL EXTENTIONS) | o« O wa [ merucen O
RVICED B2, FLANGE GASKET(S) o [ A l'__'l eeraced (]
N 53, FLANGEBOLTS o g o O rerLacen |
/ ' 54. BOOT o wa O rercen [
CUSTOMER REPRESENTATIVE: B8 NOZDE(S) oK L:_l agcauxE J pepacer [
8. NOIZLECAP() o« O reracen [
57. NOIZLE RETAINER(S) o [J N‘*_g sepuaces [
) COMMENTS: W o x O =)
: B9 i o [ k)
. T o O [:‘f
8, o~ = O a
2 o< oo [ o
8 3 o O] [}




HYDRANT OPERATION SATISFACTORY
HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1 @
(416) 282-1665 (‘
1-888-349-2493

CUSTOMER NAME: /M /{ gﬁo 7 HYDRANT LOCATION:
SERVICE ADDRESS: Z(JJ 4 0 /ﬁ W )éo,e HYDRANT MAKE: 'z?g'p
= A 2109¢
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONALWORK
1. BECONDARY VALVE oK D CLCSED D 18. BONNETCOVER oK D NEA D MEPLACED E
ii LOCATED _ HOTVIGELE seesmase O 19, BONNETBOLTS o [ wa [0  reruacen [
2 HYDRANTOPERATION =] B/ o« O LEACAS —!/ 20. BOWNET oK g AERACED [
1. oemcuT LOTERAELE L 21, BONNETSEAL o O reracer [
; wer O OF 2. OPERATING NUT o« [ repAced [
t 3 onecx FORWATER ba E/ﬁrr = 23, OPERATING NUT G-RINGIE) o« [J rerack []
4 CHECKCAP GASKETS OKD/ perLACED [ 4. STUPRNG BOX x O v O rersced [
‘ - o - 75, THRUBTBEARING o« O repurcen [
i NOZZLE el re [ LocsE 26 BEAPING HOUSHO o [ peruacen [
5 oreck S‘WMD _LEADED B/ CAMAGED 27, BEAFSNG HOUSHNG BOLTS ox [ REPLACED {]
P T O . HOUSING COVER o [ a 01 mercen [
‘ &b ™ Yes 29. HOUBING COVERBOLTS o [ wa O meeucen [
30. BEARING HOUSING BEAL(S) o [} wa O repLacen [
' 7. LUBESCREW OKG‘/ mssna [ reruacen [ P ————— >0 p—p—
k - ﬂm! 32 LOWEROPERATING ROD - o [] peruacen (]
J " RowtesT . por - » 2. RODCOUPLING - s« O wa [0 merucen {
l S o A PASSED ]? saien 7] : m“@“”gﬁ : g REPLACED Eij]
‘ 10, GOLOURGODED ves O COLOUR, M. LOWERROD BTOP ANPLATE o« O wa [0 peracen [
NO 27. VALVEBALL SEALIS) ox [ wa 1 repuacer [
1. HYDRANT PAINTED vEsCI COLOUR, 38, VALVESALL BOTTOM oK l_:]_ mepucen [
3. VALVE BALLAUBBER oK g_ reracen [
12 WYDRANTPUMPEDOUT  YES %/ O 40. VALVEBALLTOP o« [ wa [ reruce [
41, MAIN VALVE BEAT o« serucen [
13 GRAOUNDFLANGE sarery [ poren D LtEAR A "__: 42 MAIN VALVE SEAT BEALIS} o [ rerLACED []
BOUD na O CAMASED - &3, DRAMVALVE o« O rePACED L)
14, REQUIRES BARREL EXTENTION wa O 4. ORAINVALVE SEALIS) o [ reracen [
P 45, DRANVALVEPORTS o g cuearep RePLACED [
15, PUMPERNOZZLE YESB/ TP #8.  DRAINVALVE COTTER PIN(E) oK I;} wh [ reruces [1
NO e 47. LOWERBARREL o O repuced [
18, NOZZLE CRIENTATION oK E( ~zp=-—res 0 48, LOWERBARFEL FLANGES) x 8 wa [ Re;aced g
45. UPPERBARREL oK REPLACED
on{] mﬂ/ ccooinzE T 50 UPPERRARREL FLANGE(S) o 3 0O seruce O
B1. BARREL EXTENTIONS) o [ 0O  reracen [J
! DBY 52 PLANGE GABKETTS) > 0 O  eeruce [
‘ 53 FLANGE BOLTS o [ w O reraced [
84, BOOT ok O] A Q reracen [
i CUSTOMER REPRESENTAWE B5. NOZALE(S) o J mecavuen [ mﬁD-_
’ 1, NOIZLECAP(S) o« [ reraced [
' — ! ) /¢ Z ) 5. NOZLERETANER(S) ok ] w0 reraced [
() comenis S oot Lig/id o i * O 4
] : 80, TTeip oK ﬁ ﬁD
W U x O a
0. oS ox [ O
l a3 oK D D




HYDRANT OPERATION SATISFACTCRY B
HYDRANT OPERATION DEFICIENCY C

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

CUSTOMER NAME: /07 /?ﬂé ﬂ ,m HYDRANT LOCATION: W 1]7(' 0
SERVICE ADDRESS: ,é{ /( HYDRANT MAKE: /(4 ,
3& (A Q f M (1T
Lo oare: [Noe 2 1/0%
ANNUAL PREVENTATIVE MAINTENANCE {APM) ADDITIONAL WORK
1. BECONDARY VALVE o B/ cLosen [ 18 BONNETCOVER ok [ wa O reracen [
LOCATED MOTVISBLE worerasLe [3 19, BONNETBOLTS o« O wa 0 rerace O
2 HYDRANTOPERATION ed o B wwes O 20. BONNET o ] rerncze [
o O orrcur [ “.OFERARLE 21, BONNETSEAL o [ sePLsCED [
3. CHECKBARGELFORWATER wet [ MT. OF WATER 22, OPERATING NUT o O reracen [
23. OPERATING NUT O-RINGI(B) o« O rerack [
4 CHECKCAPGASKETS oK B/ aeruacen [ 24, STUFFING BOX o [ va O rerscen [
P 25, THRUSTBEARNG x 0 seruacen [
5 CHECKNOIZLES & THREADS “E/ we B ome O 26 BEARNG HOUTI o O wa O reracep O
Leaana reapeo O saaces Lo 27. BEAFING HOUSING BOLTS o« [ NA repaced [
o LUBRICATE r ﬂssB/ o 0 8. HOUSHNG COVER o [ wa O repuaced [
29, HOUSING COVER BOLTS o 3 NA peruceD [
- on<|3/ o o O 20, BEARSNG HOUSING SEALLS) x WA rerucen [
31. UPPERCPERATING ACD o PEPLACED g
™ g 32, LOWEROPERATING GO o« O PEPACED []
J} 8 PLOWTEST 4Q ProT /R(j( — 33, ROD COUPLING o [ wa MEPLACED )
caiEn 34 COUPUNG BOLYS - CKQ wa [ REPLACED
§ PRESSURETEST c.isz_m PASGED B/ ALED — o errce T
16, COLOURCODED vzs%/’ COLOUR 3. LOWERROD STOP PINPLATE o (] WA reracen [J
i 37. VALVE BALL BEALS) o [ wa [ repaceD [
1. HYDRANT PARTED ves (J COLOUR 3. VALVEBALLBOTTOM o« O reracer [J
NO 3. VALVE BALL AUBBER o [ repLaces [
2 voranTPuneEDouT  YES O vo O #0. VALVE BALLTOP o [J wa 3 rerace [
! m«ﬂ/’ I 41, MAINVALVE SEAT o [ reraced [
13 GROUNDFUANGE sarery O - = 42 MAINVALVE BEAT SEALIE) o O repacer [
soun [ O LRVAGES 43, DRAINVALVE o« O reruacen [
14 REQUIRES BARREL EXTENTION w O 44, DRAINVALVE SEAL(S) ox [ repLaceD [
45, DRAINVALVE PORTIS} o O cuearme [ rerscen ]
15 PUMPERNQLILE YES g/ TvrE . DRANVALVECOTTERPNES) Ok [ wa O rerscen [0
NO - 47. LOWERBARFEL o« O perucen [
18, MOZILE ORENTATION oK B/ \PEOPER [ 48.  LOWER BARREL FLANGE(S) o« [ wa [ REPLACED g
. 49, UPPERBAPREL oK EI werAcED [
mmcaou.mos ' —zozcee O 50 UPPERBARREL FLANGE(S) o« wa 0 reruacen [J
51. RARREL EXTENTIONG) o O WA Q REPLACED g
2. FLANGE GASKET(S) o« O wa O serucen [
83, FLANGEBOLTS o [ wa O reracen [
54 BOGT o« wa [0  reracen [
CUSTOMER REPHESENTAG&% B8. NOZZLE(S) oK l;! recavuet [ RepLacen [
86, NOZRECAPIS) o [ reracen [
57. NCZZLE RETAINER(S) o«.g wa [ reraced [
) coOMMENTS: - o o O =
5. TH i o« [ 5\» ;/)
8. Tl o« O a
o, el ] o [] [m]
82, TeED o [ g
[ N o O 0




HYDRANT OPERATION SATISFACTORY |
HYDRANT OPERATION DEFICIENCY {

A-1 HYDRANT SERVICES LTD.

550 Coronatlion Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665 e
1-888-349-2493 -

or

. CUSTOMER NAME: 7 M /,{W}ﬁ 20 )
: SERVICE ADDRESS: 3 /s , A 0&( W é g
l ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
] 1. SECONDARY VALVE L@ mg cwsen%//u. BONMET GOVER = O wa [ reracen [
. LOCATED _NOTVIGBLE  NOPERABLE 19. BONNETBOLTS o OJ wa O reruaced [
2 HYDRANTOPERATION m o« @ iewea O 20, BONNET o« O PEPLACED [ ]
o O oercuT [ worERaRLe [ 21. BONNETSEAL o« O rerucEn [
3 CHECK BARREL FORWATER wer [ AMY. OF WATER 22, OPERATING NUT o O rerACED [
. bRy 2. OPERATING NUT D-FINO(S) o [ wa [ rerack []
v 4 CHECKGAP GABKETS oK IZ/ repLaceD [ :’ gruFrRo e z%— al REPACED g
- ra ‘ US = : MEPLACED i
; 5 CHECK NOZZLES A THREADS Q“B, RE { LOOSE D 2. BEARING HOUSING =4 D 2 L REPLACED D
weaxeva [ reaoep oaagen [} 27. BEAFING HOUSING BOLTE o« O reruacen [
B/ 20, HOUSING COVER o« [ rEPLACED [
8 LUBRICATE HYDRANT ves wor reasren [ =
o 29. HOUSING COVERBOLTS o [ wa [ rerucen O
IZ/ 20. BEARNG HOUBING BEAL(S) ox [ wa O] RepAcED [
7. LUBE SCREW o wazna [ reruacen [ e
- . 31. UPPEROPERATING ROD o [ AePLACED [
~, 47.‘[ ﬁ_ql 22 {OWERORERATING ROD o« O reruacen (1
l(:.‘j 8. FLONTEST /F PTOT — 1. ROD COUPLING o [ ma ]  PRePuceD |
5. PRESSURETEST c_;ﬂ:m PASSED B'/ ranen [ M _COURRIBBOUTS x O fERACED Q’
i 2. LONERROONUT(S) o« 0 pepaceD [
: 16, COLDURCODED ves OO COLOUR 2. LOWERROD BTOR PNPLATE > [ wa L] rerace [
ho 37, VALVEBALLSEAL(S) o« [ w O reracen [
1. HYDRANT PAINTED ves [ COLOVR 30. VALVEBALLBOTTOM ox [ reracer [
N it 39, VALVE BALL FUBBER o« O reracen [
12 HYDRANTPUMPEDOUT  YES %/ wo O 4. VALVE BALLTOP o O wa 0  reruscen [
A 41, MAINVALVE SEAT x [0 reracen [
13, GROUND FLANGE sarery £ puren O teakne O 2. MAINVALVE BEAT SEAL(E) o« [ repacep [
80LD w O oawces [ 43 DRAINVALVE o« [ rerAcED [
14, REQUIRES BARREL EXTENTION wa O 4. DRUNVMVESEALD) x 0 nepucen [
45, DRANVALVEPORTT(S) o« O cswen [J fenscm a
45, DRAINVALVE COTTER PIN(S} o [0 wa OO naucmﬁl:}
&7, LONEABARREL ox [J rerLacen [
48, LOWER BARFIEL FLANGE(S) o« [ wa O reruced O
4. UPPERBARREL ok [ _ rerucen [
50 UPPERBARREL FLANGE(S) x O wa []  meruacen [
1. BARREL EXTENTION) o O wa ) merucen [
52. MLANOE GABKET(®) o [ wa ] mg
5. FLANGEBOLTS o« [ wh ] nePuced )
st BOOT oK Q wa O repace [
S NOIZLE(S) ok [ rmecavaen [ pePLaced )
5. NOZILE CAP(E) ok [ meracer [
57. NOIZLE RETAINERS) o« [J Na [ meruaceD O
s ooemn oK g e
%, TeER o« O L
0. STHIS ok [ _;
e o [ [
2 omeEs ox [ _C
8. OTF > L [




HYWNTOPE?ATDN SA'I'ISFACTORY B
HYDRANT OPERATION DEFICIENCY C

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665 (\
1-888-349-2493 L

CUSTOMERNAME: | m@’a /b( m 29 MYDRANTLOCATION: / /£~ %2/ MM V4
SERVICE ADDRESS: :
3o [4 A gl Ayt | o Jlsp
vty "”E‘,QQ R//9¢
ANNUAL PREVENTATIVE MAIN'I'ENANC"E (AﬁM) ADDITIONAL WORK
1. BECONDARY VALVE M uc{ cuosen O 18, BONNETCOVER ox [ wa O rerace [
LOGATED porvees [J  woeerasis T 19. BOMNETBOLTS o O wa [ merace
o HORANTOPERATION om [ x @ s O 20. BONNET ok repsceD [
o [ pwmcut 7] moeerase [ 2i. BOMNETBEAL o [ seracen [
s creckesmmeLrorwater VBT O AMT. OF WATER 2 _OFERATRGNIT o« 0 reracen [
20 OPERATING NUT CHRING{S} o« [ wa [ REPACK g
o CHECKCAP GASKETS oxa/ 0 24, STUFPING BOX o ) mepuaceD [
- 5. THRUSTBEARING o= [ rePLAcED [
& CHECKNOZZLES & TRAEADS =g " O woose 38 _PEARNGHOUSHS ox B QD resucen [
woe 0w O3 pamasED [ 27. BEAFING HOUSING BOLTS o« O NA rePuceEn [
b LUBRICATE HYDRANT mB/ wor O 25, HOUBINGCOVER o O wa [ rerace 3
20, HOUBING COVERBOLTS o« [ A peruacen [
E/ 0 o 30. BEARING HOUSING SEAL(S) o« [ WA reracED [
Tt > MBING REPLACED 31. UPPEROPERATING ROD ok 3 reruace [
g '.;ZG, 2. LOWEROPERATING ROD o« O ReAcEr [
D 8 AOWNTEST 40 Pt L/ — vsGruM 3. ACDCOUPLING o [ wa [ Resaced | )
_ M. COUPLING BOLTS o [ O merAceD [y
9 PRESSURE TEST c.ﬂ_m passen [ ruen O oy >0 e
10 COLDURCODED ves O coLoun, % owerrcosTOPPNPLTE X [ wa [ meracen [
NO 37. VALVEBALL SEAL[S) o O wa [ rerucen [
1 HYDRANTPAINTED ves [J cOLOUR 3. VALVEBALL BOTTOM o« O reracen [
NO 3. VALVE BALL AUBBER oK I:l_ repacen O
12 HORANTPUMPEDOUT  TEB g/ wo O3 40, VALVE BALLTOP o« [ nva [0 pepuacen []
A 41, MAINVALVE SEAT o O reruaced [
13, GROUNDTLANGE sareTy OJ soren [J LEARNG €2 MAWNVALVE BEAT SEAUS) o [ repacen [
80UD s O camased [ 43, DRANVALVE x O repLacen [
14, REQUIRES BARREL EXTENTION wa O 4. DRAINVALVE SEALS) * O repuacen [
45, DRAINVALVE PORT(S) ok [0 cumames [ repaces [
15, PUMPERNGIZZLE veag/ . 48, DRWHVALVE COTTER PIN(S) o [ wa 0 renacen [
s 47, LOWERBARREL ox [] repaceD (O
18, NOZZLE ORIENTATION cle/ mmo;'sn 0 41 LOWERBARREL FLANGE(S) o« O wa [ mepacen [
49. UPPERBARREL o O _ reracen [
mmcaos,ums qz m B/ -oociose L 50 UMPERBARREL FLANGE(S) ox ] wa [ reracen [
_ oamagey O 51, BARRELEXTENTIONS) o« [] wa T3 werace O
$ VICEDBY N B2 FLANGE GASKET{) oK g_ l'='l PEPLAGED _D,_
53, FLANGEBOLTS ] wa O] reracED [
B4 BOOT oK g wa O e [
CUSTOMER HEPHESENTATNﬁ 85, NOZILES) ok [ mecauser [0 reruacen [
58, NOZZLECAP(S) ox [ reracen [
_ 57. NOZZLERETANER(S) ox 3 w0 reuce [
) COMMENTS: s cowh o [ =
B, et o [ (\J)
80 IR o O U
81 Tousn ok O O
€@ St ok [0 0
ey i o« O [




HYDRANT OPERATION SATISFACTORYSS
HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665

1-888-349-2493

@) C

"l "

CUSTOMER NAME: 7mrb25 /-{ ‘

" {
HYDRANT LOCATION: m/’é{ A
‘ -
. SERVICEADDRESS: 7/, [ 4 M E 4 p | wvoranTmake: M?
e e 24095
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. SECONDARY VALVE & LT oK croses i 18, BONNET COVER ' o« [ wa [ RERACED
LOCATED O oreraac [ 15, BONNETBOLTS o« O A [J  mesaced -
) 2 HYDRANTOPERATION N-d o« B eans O 20. BOMET o« [ MEPLACED
o O oerculr [ WoEERAELE L 21, BONNETSEAL o [ AEPLACED
: 3. CHECKEBARAELFORWATER Wg/m.wwmm 2. OPERATING NUT o O REPLACED
. DAY - 23. "OPERATING NUT O-RING(S) o« [J wa [ REPACK
« CHECKCAPGASKETS cx|2/ O 24, BTUFRING BOX o ] wa O AEPLACED ©
- . 25 THRUSTBEARING o O wa [ REPLACED
. 5 CHECKNOZZLES S THREADS ok & s B zoss O 6 _BEARINGHOUSHO o 3 s 1) REPLACED
weaxinG [ - LEADED 0O SAMASES 27. BEARING HOUBING BOLTS o [ wa [ REPLACED
, . REPLACED
i 8 LUBRICATE HYDRANT veaa/ Norrecuren [ 28 tousmo Ve o O v O
i L 28, HOUSING COVERBOLTS o« ) w [ REPLACED
!3/ 30, BEAFING HOUSING SEAL(S) o O wa OJ REPLACED
7. LUBESCHEW o msanc [ reruacen [
. 31. UPPEROPERATING RO ox [ REPLACED
- LOWEROPERA o REPLA
}( 1 & FLOWTEST % ProT /42&(___03@“ 2 TING ACO |;3 . CED
A — 2. RODCOUPLNG o« [ wa 0 Rerace
o pressureTesT 8904 pua passen 7 FaEn 3. _COUMMNGEOLTS o O na [1  Reracen
¢ . M. LOWERROD NUTTS) o [ REPLACED
; 10. COLOURCODED ves ) COLOUR 3. LOWERRCO STOP PINPLATE o O WA 1 mERACED
NO 27. VALVEBALL BEAL(S) o« O wa [J REPLACED
11 HYDRANT PAINTED ves O COLOUR, 30, VALVEBALLBOTTOM o« [ PEPLACED
o 30. VALVEBALL AUBBER o« [ AEPLACED
12 HYDRANTPUMPEDOUT  TEB g/ o . VALVEBALLTOP o Na ]  PEPLACED
WA 41, MAIN VALVE BEAT oK Q REPLACED
13 GROUND FLANGE A puren 3 LEAXNG }___..' 42 MAINVALVE BEAT BEALIB) x O REPLACED
souUD NA TAMAGED 43. DRAWNVALVE o [ REPLACED
14, REQUIRES BARREL EXTENTION wa O 44, DRANVALVE BEALIS) o [ PEPLACED
€5, DRAINVALVE PORT(S oK I; ciearen [ PEPLACED
15, PUMPER NOZZLE veag/ TYPE 4, DRARIVALVE COTTER PING} o g wa O REPLACED -
NO -~ 47. \OWERBARREL o« 0 : REPLACED
: 18, NOZILE OFIENTATION c«{ mepores [ 48, LOWER BARREL FLANGEIS) ok [ wa O REPMACED
] e 4. UPPERBARREL o [ REPLACED
H 17. TRAFFIC BOLLARDS - A D/ ~zoziosE U 50 UPPERBARREL FLANGE(S) ok [ wa [ REPLACED
oamgnp O 51, BARREL EXTENTIONG) o [ wa [ meracen
t SERVI B2 FLANGE GABKETIS) oK g m_l:l PEPLACED
; 0/( 53. FLANGEBOLTS o [J wa ] reruce
54. BOOT o O wa PEPLACED °
. CUSTOMER REPRESENTATIVE: = NOZRE®) o [] eecanen [] meruaced
: 88, NOZZLECAP(S) o O AEPLACED
) 87. NOIZLE RETAINEFVS) o« 0 wa [J  ReRLACED
{_) commenTs: P o O
S ®. TR o O
i 80, TTuER ox [
81, Tees > O
3 62 T o O
z e =3
i




HYDRANT OPERATION SATISFACTORY [&
HYDRANT OPERATION DEFICIENCY C

A-1 HYDRANT SERVICES LTD.
550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1
(416) 282-1665 (»\
1-888-349-2493 : o

. i " "
CUSTOMER NAME: W /’% HYDRANT LOCATION: 2 o
SERVICE ADDRESS: .
Yol d OUA, el At | o 2
Leanlrogl | > i 3%
ANNUAL PREVENTATIVE MA]NTENANCE (APM) ADDITIONAL WORK
1. BECONDARY VALVE M o ? CLOSED 1 12, BONNETCOVER ox [ wa [0 meracen [
locaTED _sotvsar [J moserssis O 0. BONNETBOLTS ok O wa [ meracen [
2 HYDRANTOPERATION on B o E/ eaens O 20, BONNET o O reruAceD [
ormcut [ NOPERAELE 2 1. BONNETSEAL o O rerAced [
s crEckaARRELFoRwATER WET O AMT. OF WATER 22, OPERATING NUT o« [ repaces (]
oRY . 2. OPERATING NUT O-PING(S) o [ wa [ pemcxg
4 CHECKCAPGASKETS oK E/ rerucen [ 4. STUFANG BOX o« [] wa 0 reracen O
rd 25, THRUST BEAFSNG o« O mepacen
8 CHECKNOZIESEDREADS | °"K|3/ wm O Locse LJ 2 oo rousn * O wa [ reracen [
v wmaoeo O pavaces O 27, BEAFING HOUSING BOLTS o« O 0O  merwcen O
€ LUBRICATE HYDRANT vzsl'_’l/ norreauiren [ 38 _houseto® o O L) FERACED g
20. HOUBING COVER BOLTS o« O wa [ reracen [
) LuBE ox[j/ O o O 30. BEARING HOUSING SEALIS) o [ wa O rerceD (]
3. UPPEROPERATING ROD o« O reraces O
) 8 FLOWTEST Lo PrTOT “HL USGPM R LOWEROPERATING ROD o [J reraced [
g — 5. ROD COUPLING o O wa () REPLACED | (}
9 PRESSURETEST @ ,ﬂ,ﬂ. PG passeo FALED L 34 COUPLING BOLTS = [ wa O reracen [
3. LOWERROD NUT(S o [ aerAaced [
10. COLOURCODED ves (] COLOUR 3. LOWERROQ STOP PINPLATE mi:i wa O repuaceD [
NC 37. VALVEBALL SEALIS) o O a0 repaced [
. 1 HYDRANTPANTED ves O COLOUR, 38, VALVEBALL BOTTOM o [ REPLACED [
NO . VALVE BALL RUBBER o« [ repaced [
12. HYDRANT PUMPEDOUT "ES%/ N 40. VALVEBALLTOP o« [ wa O REPLACED [
WA 41, MAINVALVE SEAT o« ] reruaceD [
15, GROUNDFLANGE sarery [ swnes Ol LEAKNS = 42 MAINVALVE SEAT SEALIS) ™« O AEPLACED [
st na O TAVMAGET — 43. DRAINVALVE o O PEPLACED [
14, REQUIRES BARREL EXTENTION wa O 44 DRMINVALVE SEALIS) o« O repacen [
45. DRANVALYE PORT(S) o« [ cemep O semacen [
15, PUMPER NOZZLE YEBE:]/ TvPE 45, DRAWVALVE COTTER PINS) o« O wa []  Reracen [
47. LOWERBARREL o« [ REPLACED L)
18, NOZZLE ORENTATION ox[j/ “ERCPER L 43, | OWERSARFEL FLANGES) o« O wa 0  rePacen [
/ 49. UPPERBARREL o O repaceD [
', - ox O e O 50 UPPERBARREL FLANGE(S) o [ wh L) PEPLACED @
oamsge O $1. BARREL EXTENTIONS) ox [ wa [ merucen [
éERVICEDB L’/ 62. FLANGE GABKETS) ok [ Ma ]  Reraces O
81 FLANGE BOLTB ox [0 wa rerACED [
, 4. BOCT ox () na [ repacen [
CUSTOMER nepnsss»hqwe. % NozaE®) o [ mtoaeo O rerace O
56, NGZZLECAP(S) o« O pepLAcED L1
. 4 ; V4 - 4 87. HOZZLE RETANNERE) = 0 wa O rerLaceD L
) comenssZ by ot oporaleog. el | 2= >0 'S
i ) - SR oK .
) ‘ [ / P o I:—'J D_
/ &, TR o 1 in
(- o O O
) o« O 0




HYDRANT OPERATION GATISFACTORY [
HYDRANT OPERATION DEFICIENCY |

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

———— Sy A I M_%Mﬂ

HYDRANT LOCATION:
oo 2/,) 4 4] Fuied Ay e M/, 7
Wﬂ/h Qo
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

1. BECONDARY VALVE W o CLOSEDD 18 BONNETCOVER G(D HEAD REFLACED g

LOCATED yetvisae [J _seeues [} 19, BONNETBOLTE o O wa [1  rerace [

2 HYDRANTOPERATION on I x @ ewws 20. BONNET x [] reracen [

ot [ orrcr 1 rceerase 21. BONNETSEAL o O AEPLACED [

1 CHECKBARREL FORWATER wsrg/m.ormm 2. OPERATINGNUT ok [ reracen [

bAY P 23 OPERATING NUTO-FNGIS) e O wa [1 RePacxk []

4 CHECKCAP GASKETS oK E/ repacen [ 24 FoFmngBox x !;_] wa O FEAACED Q

P - 25, THAUST BEARING o [ wa [ reracen O

i 5 CHECKNOIZLES & THREADS - e BT sz 2 26 BEARNG HOUSING ox O na [ eeaces [
) Easxing [ - LEADED O samnger 0 27. BEARSNG HOUSING BOLTS o O wa O rePACED [

o LuBrcATE mm/ vor 0 I, HOUSING COVER ex [ w O rePACED [

20. HOUBING COVER BOLTE e O wa O PEPLACED g

0. BEARING HOUBING BEALIG) o [ 0O  seracer O

7. LUBE SCREW ox,Q/ mssna [ reracen O P ep———— = 01 ey

2 LOWEROPERATING ROD ok [ fepuacer [
i(; 8 AOWTEST gq pToT /&5)5; usaPu 3. RAOD COUPUNG ok [ swa [ PEPLACED ?
o prEssuRETEST 61 X2 PEG passen T FiiED M. _COUPLNABOLTS x O na [ meracen [y-

3. LOWERRCO NUTES) o« O rerucen [

] Y0, COLGURGODED ﬁa%/ COLOUR, 2. LOWERROD STOP PINPLATE o [] wa O reruces [
' No 37, VALVERALLSEALIS) o« O na [ repaced [

" muawra;uurzo ves J COLOUR 38 VALVE BALLBOTIOM o [0 rePACED [

NO 9. VALVEBALLFUBEER o« O repuacen [

12 wvoranTPuweEDouT  YES O o 40, VALVEBALLTOP o O na O rerace [

A P 43, MAINVALVE SEAT o O . RePLAcED [

13 GROUNDFLANGE wey @7 somes O Eawng L 42 MAINVALVE BEAT SEAL(S) o O rerucep [

souo [ wa O cavagzo . DRANVALVE x 0 e [

14, REOUIRES BARREL EXTENTION w 4. DRANVALVEBEALS) x O reracen [J

- 45, DRAINVALVE FORT(S) o« [0 o O reracer [

15 PUMPERNOIZLE ves BT voe 87 « prasvavEcoTERANE) ok [ ™ rerace [

B 47. LOWERBARREL o« O fepaced )

18 NOZZLE ORENTATION OKIZ’/ PROPER T 48, LOWERBARFEL FLANGE(S) o [ wa 0] reracen [

- 49. UPPERBARREL o PEPLACED g

i BOLLARDS o J A E/ —ocese 5 UPPERBARREL FLANGE(S) o [] wa ] meracen [

"~ Daagep O Py 51, BARREL EXTENTIONS) o« O wa [  reruacen (3

' SERVICED By~ 82 PLANGE GASKETS) o« O A I;I mmcm,l:l
; . FLANGEBOLTE o« O wa O reracen [
- # m.// 54, BOOT ok O na O3 reracED [}
X CUSTOMER REPRESENTATRE: 5. NOZZES) oK _E_l aecauken [ rerAcED [
: 58, NOZZLECAPS) o [ PEPLACED Ig
: yawy, s , )_di 7. NOZZLE RETAWER(S) o 3 wa O reruacen [
. COMMENTS: ) ) il o O &l

() comews: Ll QA el Pl cap | = =0 (
U © oo o 0 =)
7 . e o 0 ]

1 &’ o ox [ 0
; [ .~ R O D D




HYDRANT OPERATION SATISFACTORY L
HYDAANT OPERATION DEFICIENCY C

A-1 HYDRANT SERVICES LTD.
550 Coronatlon Dr., Unit # 18
Scarborough, On. M1E 4V1

416) 282-1665 '
SI -88)8—349-2493 l @ (

)_ f - v
T L X A T T
svcesoonss 3,4 ()] el Angt | o £, 7V
- — p—
oare: j)ry 2110
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. BECONDARY VALVE M x & coseo [ 18, BONNETCOVER o [ na [0 rercen [
woaten _worvieas [0 sceerasis [J 10. BONNETBOLTS o O wa [ meracen [
v B~ waweald 20, BONNET o [J repuceD [
2 HYDRANTOPERATION gLn 0 mﬁ ] morspase [ 21, BONNETBEAL o O REPLACED E_:l
3 CHECKBARREL FORWATER mg/m.osmm 2 PRGN o 0] P [
DAY - 23. OPERATING NUT O-RING(S) o O A rerack [
4. CHECKCAP GASKETS oK B/ rReruacen [ 24 STUFTRG BOX x [ na O rerace O
- . 25, THRUSTBEARING o [] wa O reraces O
E CHECKNOZZLES & THREADS - e B/ LOCSE E 26. BEARNG HOUSING o [ na [ reruacen [
O _ e [0 DALAGED 27, BEARING HOUSING BOLTS o 3 wa O rePuceD ()
E/ worrecureo [ 28 HOUSING COVER ox [ wa [ repuacen [
8 LUBRICATE HYDRANT YES ~ = popy o o D §]
B/ 30, BEARING HOUBING SEAL(S) o O wa O repaceD [
7. LUBESCREW o sana [ reruacen O
¥, UPPEROPERATING ROD o« O reruscer 3
- 2. LOWEROPERATING ROD o O reruced ).
_:) 8 AOWTEST w PTOT /C] /61',/ UBGPM P =0 T e («- )
9 PRESSURE TEST cﬂm Pagsep [ SALES : a.menmuunooma::m :: B v O :::: EI!
10, COLOURCODED ves OJ COLOUR, 3. LOWER ROD 5TOP PINPLATE o [ wa O meruacen [
N ¥7. VALVE BALLBEAL(S) oK g wa [ repuacen [
1t HYDRANTPAINTED vzi:l COLOUR, 30 VALVE BALL BOTTOM oK g PEFLAGED g
M. VALVE BALLRUBBER oK REFLACED
12 HYDRANTPUMPEDOUT Y:li %/ wa O 40. VALVE BALLTOP oK %_ e [ REPLACED g
41, MAINVALVE SEAT o AEPLACED
swreTy ounen LI s 42 MAINVALVE SEAT SEALIE) o [ RerAcEd [
13 GROUNDFLANGE MB/ ol CAMAGES L o e =0 p—
14 PEGUIRES BARFEL EXTENTION wa O 4. DRANVALVE BEALE o g 5 REPLACED g
45, DEAINVALVE PORTIS) oK CLEARED REPLACED
15 PUMPERNOZZLE vssg/ TPE 48. DRAINVALVE COTTER PIN(S) o !Ejl wa O] mepacen %
- 47, LOWERBARPEL oK REPLACED
48, LOWERBARREL FLANGELS) o [ wa [ meruacen [
49, UPPERBARREL ox [ reruacer [
50 UPPERBARREL FLANGE(S) o [ W O mceog
§1._BARREL EXTENTIOMS) ox. 0 wa [ meruacen O
52, FLANGE GASKETON o O A [;l AEPLACED g
5. FLANGEBOLTS o« O wa [ reracen OO
B4 BOOT ok [ wa 01 rePLACED [
CUSTOMEFIREPRESENTR*WE: 88, NOZZLE(S) o [0 necavues [ REPLACED g
B8, NGZZLECAP() o O repacen [
N 57. NOIZLE RETANEFHS) ox ] wa O reruscen [
) COMMENTS: sa, uin oK g P
W'} 5. UL O(g _E_..)
&0. = o ] 0
81, - o O O
© Lreon ox [ Q
e o J [}




HYDRANT OPERATION SATISFACTORY |
HYDRANT OPERATION DEFICIENCY !

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665 |7 e
1-888-349-2493 '

CUSTOMER NAME: 7M /b( Lﬁo HYDRANT LOCATION: /l//é Q‘;Z- /M
[74
SERVICE ADDRESS: gﬁ / A 0 é’{ // z‘{/vﬁ HYDRANT MAKE: /(4 a?—
e AN
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

1. SECONDARY VALVE M o r cLosen ) 10, BONNETCOVER o C_]_ wm O] reruacep ]
LOCATED notvigme [ worERAsLE 18, BONNETSOLTS o« O wa 0 eeruce [

2 HYDRANT OPERATION cuan’r o« 3 s O 20. BONNET o [ reracen []
oL prmcwt [ ~oreriee O 21. BONNETSEAL o« O repacen [

BARREL wer [  OFWATER 22. OPERATING NUT o 3 repacer [

P FoRATER D“*B/,‘HT 73, OPERATING NUT O-RINGIE) o« O O RePACK [

4 CHEGKCAP GASKETS oK E/ repuaces 2. STURTING B o« O O reuce
25 THRUST BEAPING o« O w [ reracen []

5 CHECKNOZZLES & THREADS OMB/ MB/ LOCSE; 8. BEARING HOUSING e O wa [ aePaced [
_ LEADED O CAMEGES L 27. GEARING HOUSING BOLTS oK I;I w O rePLACED )

28, HOUSING COVER o [0 na O reraced [J

et TEFDRANT YESB/ dl = 2. HOUSING COVERBOLTS o [ wa [ rePACED L)

7 LUBE SCREW ox[ﬂ/ —— eerircen O 0. BEARSNG HOURING SEAL(S) ox [} wa [ reraced [
1. UPPEROPERATING ROD o O merLAcED [

i ) 32. LOWEROPERATING ROD o« O rEPACED [ 1

(\) 3 RLOWTEST 3‘-} pTOT /ﬁ ?r‘/’ USGPM g =0 T recm |
¢ eressuRETEST 8.9 & Pso passen O FALED 4. coumiNaroiTs x wa [0 weruacen [
3. LOWERRODNUTIB) o [ REPLACED [2

10. COLOURCODED "“g/ COLOUR 3. LOWERROD STOP FINDLATE o [] w0 repaced [

: . No 37, VALVEBALL SEAL(S) o [ ] peracen [J

1. HYDRANT PAINTED ves O COLOUR 30, VALVESALL BOTTOM o [] mepAcED [
N 39, VALVEBALLRUBBER ox O mEPLACED [
12. WYDRANTPUMPEDGUT  YES 8/ o 3 40. VALVEBALLTOP x [ wa O rerucen [
A 41, MAINVALVE BEAT o« [ repaced [

12 GROUND FLANGE sarery OJ sureo O LEAKNG L) 42, MAINVALVE SEAT GEAL(S) o [ reRACED [
0UD A sanaszn O . DRARIVALVE = O] reraces (]

14, REQUIRES BARREL EXTENTION wa O 44, DRAINVALVE BEALS) o REPLACED [
- 45, DARANVALVE PORTIR) o« [J cueamep O rerace [

15, PUMPER NOZIE YEBE/ TvPE . DRAINVALVE COTTER PINIS) o« O wa O REPLACED [
No - 47, LONERBARREL o« O rePLACED [

16, NQZI\E ORIENTATION o B‘/ wercrEr 48, LOWER BARAEL FLANGE(S) o [ wn [} reracen [
40, UPPERBARREL o= [ _ repucen [

. TRAFFIC BOLLARDS m g/ —~poLpsE B0 UPPERBARREL FLANGES) o ) wa [ repAceD [

5. BARAEL EXTENTION(S) o« O wa 0 meruaces [

S V!CED 52, FLANGE GASKET(S) ox [ wa [ REPLAGED [
51 FANGEBOLTS o [ wa ] reracen [

54 BOOT o O wa O reruces [

CUSTOMER REPHESENTA/HVE. 85 NOZZLE(S) ox [ mecanren O merucer [
5. NOZZLECAP{B) o [ rePAceD

i 7. , , ) L 57. NOZZLE RETAINERIS) e O wa 0 rerace [
COMMENTS m 8. K * O o
By THER o O \

%Q Al 72 4 . 2 =5 &
8. CieEH oK Q_ C

& orEn o O C

83 R ™ [ C




A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

HYDRANT OPERATION SATISFACTORY [
HYDRANTOPERATIONDEFICIENCY [

(8) ¢

CUSTOMEHNAME:TJ-IM /“(m 247

wowrcomon Zz4d gidls gf gontge
HYDRANT MAKE: W\

serviceaooRess: 2/ ( 4 /) /é,( /'_5,;{.44 M
Aeoronpeid

DATE: /’)‘40 3—(/%

0/134452 v’

ANNUAL PREVENTATIVE MAINT ENANCE(APM) ADDITIONAL WORK
1. BECONDARY VALVE M o« & c.o8ED LJ 18, BONNET COVER o« [ v [ rAeracen O
locatp _worvsae [ ocsemeie O 0. BONNETBOLTE o« O wma 00 rerancen O
) ot o & x @ easna 20, BONNET o T reraceD [
ou [J orrcuT [ NOPEFARE T 21 MONNETSEAL o [ RePLACED [
s creckeansecForwaten WET O3 AMT. OF WATER 2._OPERATING NJT x D) neracen ()
DAY e P 22. OPERATING NUT O-RING(S) o« [J Repacx [
Ei/ ; 24, STUFFING POX o« OJ AePLACED [
4 creenew © - P /)EFM w0 B 25. THAUSTBEARING o 3 wa [0 rerucen [
. CECKNOZZLESE s e s 7T coiz 26, BEARING HOUSING o O REPLACED [
eans [ LEADED 0 ceeases T 27. BEARING HCRISING BOLTS o« O rePLACED [
& LUBRICATE HYDRANT Y:BE/ worreousren [ 2 Housmm ooV o O o L-:—!
. 25, HOUSING CONER BOLTE o NA repaced [
) e N o E/ wssiva [ o 0 30. BEARING HOUTING SEAL(S) o [} WA remacer [
2. UPPERCPERATING ROD o [ REPLACED [
8 FOWTEST 22 PITOT m 32. LOWEROPERATING AOD o (] REPACED [ -
: — 33, RGO COUPLING o« O wa [0 peruacen R
— 34 COUPLING BOLTS o O NA repaces [
¢ ff% PBG ASSED B/ FALED =
3 PRESSVRETEST ® 3. LOWERRCO NUTES) o [ rerucen [
10 COLOURCODED ves O COLOUR 3. LOWERRODSTOPPNPLATE oK [J WA rerucen [
i 7. VALVE BALL BEALIS) o [ wa [ rerucen [
11, HYDRANTPAINTED ves [ COLOUR, 38. VALVE BALL BOTTOM o« O REPACED [
o P 3. VALVEBALLRUBBER o« O rEFLACED [
12 HYDRANTPUMPEDOUT  YE° el No o2 40 VALVEBALLTOP o« O wa ) rerace [
w7 41, MAINVALVE SEAT o O repuace (]
13 GROUND FLANGE weey someo O makng L 42 MAIN VALVE SEAT SEALLS) o« O rerucen [
souo [ wa O saraged L 43, DRAINVALVE o [ merLAceED [
14 REQUIRES BARREL EXTENTION wna O 4. DPAINVALVESEALE) o O neruacen [
45. DRAINVALVE PORT(S) o« ) cenen O  rerucer [
15 PUMPERNOZZLE m%/ PE #8. DRAINVALVE COTTERPINS) o {7 wa 3 reracer O
NO P 41. LONERBARREL o [J reracen [
6 NOZZLE RRENTATION ox[_"_?/ —— 4. | OWERBABREL FLANGELS) o O3 wa O mepacen [
P 49. UPPERBARRE. ok [ REPLACED [
17. TRAFFIC BOLLARDS o O WA B/ scocicss 50 UPPERBARAE. FLANGELS) o« O va O remace [)
oamppen O3 e B1. BARREL EXTENTION(E} ok O wa [ aepace (]
EDB 52, FLANGE GASKETTS) o O wa [ mesLacen [
w( B3 FLANGEBOLTE o [ wa 3 reruacen [
- 84, BOOT o [ wa O mepacer [
CUSTOMER REPRESENTATIVE: BE. NOZLE(S) ok [0 recavuen [J REPLAcED [
88. NOZIZLE CAP(S) o [J pepucm_l:}
J ; ] Vi / &7 NOZZLE RETANERS) = 0 wa ) merircen [J
COMMENTS: MC lém/ &8 TH o [ f\
24 . - 7 8 il x O Y
< 27 BL 0. - ok ] O
B1. s o« O d
&2 e o O O
o o [ a




HYDRANT OPERATION SATISFACTORY |

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

HYDRANT OPERATION DEFICIENCY I

C

— 2
T e A T L T
SERVICEADDRESS: 7/ [ 4 0}&{ /,{M‘Lal /éwa HYDRANT MAKE: /

; A R Zlﬂﬁé 2 /Q?
‘ ANNUAL PREVENTATIVE MAINTENANCE (APMp) ADDITIONAL WORK
1. SECONDARY VALVE M x cLosen ) 10, BONNETCOVER o [ wa 0 merwee O
oAt _onorvisae 0 ossesaaie [ 19. BOMNETBOLTE o« [J wa [ merace [
‘ ORE/ OKB/ teectis 20. BONNET o ) RePUACED [
2 HYDRANTOPERATION o oeaculr novemaze T 21. BONNETSEAL ox ] seraces O
_ wer [ AMT. OF WATER 72 OPERATING AT o O reraced [
: 2 CHECK BARRELFORWATER wg// 7). QPERATING NUTO-FING(S) o O wa [ rerack [
. CHECKCAPGASGETS o Q/ 0 24, ATUFFING BOX o [ = rEPACED [)
L~ P 25, THAUSTBEARING x O A repacen [
i & GHECKNOZZLES & THREADS e ns 7 ez O 26, BEARNNG HOUSING o« [ reraced [
Leaxing [ _ eacen [ saanoz 2. BEARING HOUBHNG BOXTS o [ neruaced [
) §  LUBRICATE HYDRANT msD/ noresouren [ A_rouahg corn o ) —_— rersce O
- 20. MOUSING COVERBOLTS o O 8 rrucd O
EI/ 30. BEARING HOUBING SEAL(E) o O [ repuacen [
1. LUBESCREW o mssmg [ rerucen O =
. 31, UPPEROPERATING ROD o O repucen [
) . LOWEROPERATING ROD ok [ reracen (]
( b ALOWTEST '7\/}’ ot qqg UsaPM 33, RAODCOUPLING o« OJ wa [ meruceD |
¥ PRESSURETEST e ST/ rsc paseeo [ FALED M cOUPNABLTE x O na [0 merced Ly
3. LOWER FOD NUT(B) o« [J rerAcED [
16, COLOURGODED ves [ coLouR 3. LOWERRODSTOPPNPLATE Ok [ na [ repucen [
NO 37, VALVEBALL BEAL(S) o« O wa 01 reruce [
1 Y DRANT PANTED ves [ COLOUR 35, VALVE BALL BOTTOM o [ : seruscen [
NO . VALVEBALL AUBBEA o [ remaces [
ves D) o 40, VALVEBALLTOP o [ wa 00 meruce [
® TPUMPEDOUT WAB/ ° 41, MAINVALYE SEAT o [ repacen [
13, GROUND FLANGE sarery O puren O Eanna L 42, WAINVALVE BEAT SEAL(S) o O repacen O
soup w O camaces 43, DRAINVALVE ex [ reruaced [
14, REQUIRES BARREL EXTENTION wa O 44 DRANVALVEBEALE) ox [ reruacer [
45. ORAINVALVE PORTS) o« [0  oceaseo [ rerucen [
15, PUMPER NOZZLE vesg/ o 48, DRAINVALVE COTTER PINE) ox O wa 3 Rerucen [
NO 47. LOWERBARPEL o« [ repacen [
16, NOZZLE ORIENTATION ch/' A 40, LOWERBARREL FLANGEL(S) o wa 01 merwcen [
- 49, UPPERBAPAEL oK [_:_I _ reruacen [
. Tramcpousrs ¢ = O . B/ receisss O 50 UPPERBARFEL FLANGEIS) o« O wa O meracer O
., oaygeo O la W e 51, BARAEL EXTENTION(E) o« 'O wa [ reruscen [
' SEMVICED BY~ E2 FLANGE GASKETS) ox [ wa O repuaced [
i B). FLANGEBOLTS = O wa O merucen D)
L, 4. BOOT oK g_ wa O meracer [
' CUSTOMER REPRESENTATIVE: B5. NOIZLE(S) oK g recavued 1 rerucen [
: 56. NOZDLECAPE) o O resacen [
o 57. NOZZERETANERS) ™« O wa ] remacen O
(; ; COMMENTS: S0 ToER o« O =
i~ & T-Fn o [ L
' 80, TT-w o [ g
1. TeER oK g_ |
¥ @2 T=®T oK D D
i 80 neiE o« [ Q




A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unlt # 18
Scarborough, On. M1E 4V1

(416) 282-1665
1-888-349-2493

HYDRANT OPERATION SATISFACTORY £
HYDRANT OPERATION DEFICIENCY C

HYDRANT LOCATION: =,

cusToueRNave: 7,1y pvifl M 22
SERVICEADDRESS: 2/, f o+ 0 &,{ W / g | HYDRANTMAKE: /A,{/K
oate: (Vg 23 /7€
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. SECONDARY VALVE ox O cLeiEs o 18, BONNET COVER o [ wa O weraces O
LOCATED _MOTVISIBLE eeeraeie £ 19, BONNETBOLTS o [ wa [  reruacen [
2 HYDRANTOPERATION . . teaa O 20, BONNET o« [ rerace [
o O prrcut [ rCPERASLE T 21. BONNETBEAL o [ RePACED [
e . AMT. OF WATER Z2._OPERATING NIT x D RepiaceD [3
oAy _ 23, OPERATING NUT O-RING{S) o« O N fePACK [
o CHECK CAP GASKETS oxa/ O 24, STUFMING BOX o« O A REPLACED D_
P - 28, THRUST BEARING o O N rePLAcED [
5 CHECKNGZZLES & THRAEADS ox Bl e O teeze 2. BEARINGHOUSING ox e O rercen [
Leaxing [ Lesoen [ samagez 27. BEARING HOUSING BOLTS o« O w0 rerpced [
¢ LUBRCATE r mB/ or 5 O 20 HOUBING COVER oK [_:_I wa O rePacEn [
P 25, HOUBING COVER BOLTS o O wa O reracen [}
2 LUBE SCREW ox|3/ O oD 20, BEARSNG HOUSHG SEALIS) o [ wa [ REPLACED [
’ 1. UPPER OPERATING ROO o« [ seruacen [
:) R 2;1 Q ?—’R 2 LOWEROPERATING AIOO o« O REPLACED P‘\}
~ - — 3. ROO COMPLING o« O wa O REFACED (..~
e PRESSURETEST @ S 3 rac o B/ caer T M. COUPUNGBOLTS o« O wa [ REPLACED Q
. LOWERROD NUT(S) o« O REPLACED [
10, COLOURCODED YEBS/ CoLER 3. LOWERROD STUP PINPLATE o« O nma [ merucen [
NO ¥7. VALVE BALL BEAL(S) o O wa [ rePaceD [
< 11 HDRANTPANTED ves O coLoun. 3. VALVEBALL BOTTOM o [ Aepacen )
NO ¥, VALVE BALL RUBRER o« 3 reraceEd [
12 HYDRANTPUMBEDOUT  YES B/ D 40. VALVEBALLTOP o« [0 nva [ reraced [J
NA Pl 41, WAINVALVE BEAT = J rEPLACED [
13 GROUNDFLANGE —y purer [ Zanns 42 WAINVALVE SEAT GEAUS) o« O perced [
BDL!DD WA D cakagED 43, DRAINVALVE oK D REPLACED D
14 REGUIRES BARREL EXTENTION wa O 44. DRAINVALVE SEAL(S) o O reraceo [
45, DRAINVALVE PORT(S) ok [0 cwames O acpaces [
15 PUMPERNOZZLE YESB/ - Sf 48, DRANVALVE COTTER PINS) o [ wa [0 mepuacen [
- &7. LOWERBARREL o O fmepaces [
18 NOZZLE ORIENTATION o [3/ mrecsEs 4B, LOWERBARREL FLANGE(S} o O na [J repLaceD [
P 49. UPPERBARREL o [ reruacen [
mmmms ..Dc . 50 UPPER BARREL FLANGE(S) o« wa 1 reraacen [
81, BARREL EXTENTION(E} o [] wa O repuacen [}
ICEDB 52 FLANGE GABKETIS) o [ wa O REPLACED g
51 ALANGEBOLTE e [0 wa O repuaced [
54 BOOT o [ wa [J remaceo [
CUSTOMER HEPRESENTATIVE 8. NOZZLE(S) o [J mecavued [ repuaced [
88. NOZZLECAP(S) o (O serpaced []
57. NOZZLE RETAINERIS) o [ wa O] pervscen [
) COMMENTS: B x O { J)
u. - m D t;
80 - o [ O
§, o o 1 )
82 Sre o« [ o
8y .- = D D



1
E SE

HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

(416) 282-1665
1-888-349-2493

HYDRANT OPERATION SATISFAC lDRYf |

[

c

-
CUSTOMER NAME: / W

Z

HYDRANT LOCATION: w

SERVICE ADDRESS: ;&, / A 0

Eond Ayt

HYDRANTMAKE/(/,/[?_

o Dep 235

ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. BECONDARY VALVE M x @ coses [ 18, BONNET COVER o« O wa O merace O
woatp _norvises 0 worzmses [J 19, BONNETBOLTS o [ wa [ reracen O
2 HYDRANTORERATION onf’_'], oK B/ weaxa [ 20. BONNET o O reracen [
o [0 owrrcut [ woreras [ 21. BONNETSEAL o« [ reruacen ]
4 CHECKBARSEL FORWATER wer [ AMT. OF WATER 22 OPERATING NJT o« 0 repacen [
DRY - 23, OPERATING NUTO-RINGIS) o [ ] rerack ]
4 GHECKCAP GABKETS oK B/' reraceD O 24_STUFPNG BOX x O wa O] reracen []
P P 25 THAUST BEARNG x [0 wa 0 reruce [
& CHECKNOZZLES 8 THAEADS o T =d weose L] _BEARNG HOUTNO o O na ) rerace [
weaang weaoen (O cavages 27. BEARING HOUSING BOLTS o O e REPLACED []
. L T HYDRANT mIZ/ or 0 20, HOUSHIG COVER ok [] w0 reruacen [
veRe P 25 HOUSING COVERBOLTS o O wa [ meracen
) LUBE SCREW m[j/ O o ) 0. BEARING HOUSING SEALIS) oK g wa O pEPACED [
3. UPPEROPERATING ROD o« [ reracen [
i 22 LOWEROPERATING ROD o [ REPLACED [
8 FLOWTEST /‘-/ POt (ﬂq&/ uSaPM o ——— ] o D e ?,u
o rressorTest @ A1Ld reo eassep B Facks M commenT o O wa O] peraced [
36, LOWERRCDNUTIE) o« O rePAcED [
16, COLOURCOOED ves O COLOUR, 2. LOWERRCOSTORPANPLATE ok [ wa [ eerucen O
- NC ¥7. VALVEBALL SEALIS) o« O na O reraced [
11, HYDRANTPAINTED ves OJ COLOUR 3. VALVERALL BOTTOM o O repaced [
NO M. VALVE BALL FUBBER o« O REPLACED g
12, HYGRANT PUMPEDOUT YEB D/ w 40, VALVEBALLTOP ox [ wa [} reruacen [
NA 41, MAINVALVESEAT o [ . reracen [
sarery O sunEn L) waons &2, MAINVALVE SEAT BEALE) > [ REPACED [
13, GROUND FLANGE mm/ e U DAMAGED T . DFARIVALVE = [ ecen L)
14 REQUIRES BARFIEL EXTENTION wa O 44 DRAUNVALVE SEALIS) = O repaced [
45. DRANVALVE PORT(S) oK l:_l aesren [ MEPLACED g
15, PUMPERNOZIE mg/ TYPE 45, DRAINVALVE COTTER PINS) o« 0 na [J  peruacen [
NO 47. LOWERBARREL o [ repucer [
18, NOZZLE ORENTATION oK M mproreR 4. LOWERBARRE. RLANGES) x 0 O reruce [
- 45, UPPERBARFEL o [ _ repuacen [
7. TRAFFIC BOLLARDS ox [ Mﬁ 0 50 UPPERBARREL FLANGEIS) o« O 0 reruce O
e Daiagep [ 3. BARPEL EXTENTION(S) o [ O werucen [J
ICEty./ 82, FLANGE GASKET() o [ repLAcED [
8. FLANGEBOLTS o [} reracer [
- 54 BOOT ox [ wo O] seracen [
CUSTOMER REPRESENTATIVE: . WoTnE®) o 0 _recanen [)_mece O
50. NOZZLECAP(S) o [ repaced (]
57, NOZZLE PETANERS) x [ wa 1 seruaced []
{ . COMMENTS: s LThTh o [ m}

o 8. TeER o« O (

0, TR o« O [}
8. ok o [ 0
2 TR o [ 0
[+ A [» D D

sl T



HYDRANT OPERATION SATISFACTORY [
HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665

1-888-349-2493
A
e T Al T oo T Annizn Dot
HYDRANT MAKE CL?’

SERVICEADDRESS: 7/, 1y 0,&/ /W[ 44,6
dearbppa

C

F]

)

ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

s stconoARvVALE S AT e d ciosen O 18, BONNETCOVER o O wa [ merucer [

wearen __worvisae [ wcserae [ 9. BONNETBOLTS ox O wa 0 meruacen [

2 HYDRANT OFERATION oR E/ oK 3/ zaea O 20, BONNET o« O seruacep [

o [ owmcuLt [ INCFERAELE 21, BOMNETSEAL ™ L] REPACED [

3 CHECK BARAEL FORWATER wet [ AMT. OF WATER 2. OPERATINGRUT o [J repuaced [

oAy o 23, OPERATING NJT O-RINGIS) ex [ wa O repack [

4 CHECKCAP GASKETS o m/ reracen [ 4. BTURFING BOX o« [J 0O  rerace [

- v 25 THRUSTBEARING o« wa [J reraced [

5 CHECKNOIZLES & THREADS B =d LeSiE 20 BEARRG ONd *x 0 v repuacen [

v 0 - weoeo O saszzn 27, BEARING HOUSING BOLTS = [} A repusceD [

b LUBRICATE HYDRANT vl:sD/ N 25, HOUSING COVER ox [ WA reracen [

. 29. HOUSING COVER BOLTS ok [ WA, fePACED [

7. LUBE SCREW OKB/ mssng [ reriacen [ . _BEARING HOUSING SEALE) o« [ NA repaced [

: _ 31. UPPEROPERATINGACO ok [ repacer

o FLOWTEST /g\ oo /1 L/L/ ” 32 LOWEROPERATING ADD o O pepLACED [

— 3). RODCOUPLING o« [ na O reraceD b,

§. PRESSURE TEST eSS eso - FALES i M. _COUPLING BOLTS ox [ 0O  reruce

2. LOWERRODNUT(S) o repacer [

10, COLOURCODED ves O] COLOUR 3. LowsaroosTorPeaTE ok [ wa ) Peruced [J

NO 37. VALVE BALL SEALIS) ok O wa O repacen [

11, HYDRANT PAINTED ves [ COLOUR 35, VALVE BALLBOTTOM [ 4 D REPLACED D

KO 3. VALVEBALL RUBBER o merucep [

12 HYDRANTPUMPEDOUT  TES %’/ N 40 VALVEBALL TGP o« B wa [ reracen [

NA e 417 MARN VALVE SEAT o O pePLACED []

13, GROUND FANGE sarery L) e LEaiNG 42 MAWNVALVE SEAT SEALIS) o« (] REPLAGED [

sour [ wa O CAMAGES o DRANVALVE o O e O

14, AEQUIRES BARRE: EXTENTION wa O 44. DRAINVALVE SEAL(S) o [ REPLACED []

45, DRANVALYE PORT(S} oK ;I_ cusanen [ reruacen [

15, PUMPERNOZZLE ves L TYPE 8. DRAINVALVE COTTER FINES) o« [ wa ] rerucen O

16, NOZZLE ORIENTATION oxlﬂ/ MPROFER Lo 45, LOWER BARREL FLANGE(S) o Q wa O reruces [

P 40. UPPERBARFEL ok [J rePLaces ]

17, TRAFF: o [ N Z/ TootLosE L 50 UPPERBARREL FLANGE(S) o [J wa O repucen [

/Q% pamacgp [ A 51, SARRELEXTENTIONS) o [ wr [ eerwcen [

SERVICED BY. B2 MLANGE GASKET(S) o [J wa O REPLACED [

55. MANGEBOLTS o [ wa [ merucen O

4 54, BOOT o« 0 wa O repuacen [

CUSTOMER REPRESENTATIVE: 55 NOZZLE(S) ok [ mecavuen [ reracen

55, NOZZLECAP(S) oK [_'__'j repaced [

] 57. NOZILE RETAWER(S} ok O wa O repuacen [
‘D CO'I'MENTS: BA e oK Q (r;)

s e o O &

80. T o [ O

81, e o« O [m]

& e oK D D

o, o [ 0



A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

HYDRANT OPERATION SATISFACTORY (4
HYDRANT OPERATION DEFICIENCY O

C

1 W

. F j—
wommrocanon 77e, ) dosana Koo

SERVICEADDRESS: 7/, /4 &4 / M /éw, HYDRANT MAKE: /4(//(
TE:
M o Nea 234Y
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

1. SECONDARY VALVE o O cuesen O 18, BONNETCOVER x« 0 wa O3 merace [

LOCATED  NOTVIBRLE INGPERABLE 15, BONNETBOLTS o O wa [0 mepaced [

2 CPERATION R o B ks D 20. BONNET repaced [

o O owrcwT [ mepeasee ] 21. BONNETSEAL o [} rEPLACED L)

3 CRECKBARRELFORWATER WE/‘—““W‘TE’" 22 OPERATING MIT X repaceD [

DRY 23. OPERATING NUT O-PINGIS) | reracxk [

4 CHECKCAPGASKETS oK E/ reruacen [ 2 _Srurmasct — w0 rerace [

- - 25, THRUSTBEARING oK wa O reraces [

i \ CHECKNOZILES & THAEADS oxPT ws 7 teesz o 26 BEARSNG HOUSING wa 0 RERacED |
weacne O weapen [ CAMRGED 27. BEARING HOAIBING BOLTS WA mca:ﬁD_

: e LURRCATE ves D/ ot o 20, HOUSING CONER oK wa O] reracer [
: - 20, HOUBING COVERBOLTE oK wa [ nepaced 1

. REPLA

) LUBE SCREW oxD/ - O =0 30, PEARING HOUSING SEALIS) oK NA cmg

o 3. UPPEROPERATING ROD o repacer [
: P - 2 o . LOWEROPERATING ROD REPLACED [
@ ped Y 4K o L
N B FLOWTEST d Al 32 AODCOUPUNG o wa O mcm?
9. PRESSURETEST @ 5 g PSIG PASSED B/ Facen [ 3. ooumigeotT s 4 s ) RERACED E—!W

3. LOWERRODNUT(S) oK meracen O

10, COLOURCODED ves O} COLOUR 3, LOWERAOD STOP PNPLATE ox wva 0 sesuacen O

NO 7. VALVEBALL BEALIS) o wa O mcmg

N 11 HYORANTPANTED ves O coLo 30, VALVE BALLBOTTOM o rePceD [
NO 3. VALVEBALL RURBER o rePaced 3

s2 WYDRANTPUMPEDGUT  YES %/ o 40, VALVEBALLTOP o« [ wa [ repacen [

NA P 41, MAINVALVE BEAT oK merLaced [

19 GROUND FLANGE — suren O EALS 42. MAINVALVE BEAT BEALIS) o repLACED [

8OLID D WA LAMAGED 4). DRANVALVE oK D PEFLACED D

14, RECUNRES BARREL EXTENTION wa O 44 _DRAINVALVESEALEE) o« O repurcen [

- 4. DRAINVALYE PORTIS) o« [ cusarm | rRepaced [

15 PUMPER NQZILE ves @ Tvre 57 45, DRAWVALVECOTTERPINIS) o« O wa [0  reruces

wD 7. LOWERBARREL o reracen [

16. NOZZLE GRIENTATION o D/ mprores 40, LOWERBARREL FLANGEIS) o wa [  reruacen []

7 43, UPPERBARAEL o ferLacen [

1 BOLLARDS o« [ N B/ teocess O 30 UPPERBARFIEL FLANGE(S) oK wa O] rerucen [

}wr\ _oaagep O B, BARREL EXTENTION(S) oK wa O] rerACED [

H SERVICED BY, 52, FLANGE GASKETTS) o« wa O reraced [
,E M 53, FLANGEBOLTS oK wa [} resuaced [
. s 54, BOOT oK wa O mg

CUSTOMER REPRESENTATIVE: % NOIRED) o O reaoes O rerace O

i S8 NOIZLECAP(S) o perLAceED [
= 57. NOZZLE RETAINERS) oK wa [0  reracen [
.CJ' COMMENTS: s tocn o !
B IRER [= 4 JL )

80, TT=Em oK ﬂ

1. =B oK D

‘1 82 Or=Ew oK g
B 0. r oK D D




HYDRANT OPERATION SATISFACTORY E
HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

(416) 282-1665
1-888-349-2493

C

¢

CUSTOMER NAME: M // m %

SERVICE ADDRESS: 3(0/4 /)é{ W/M
sdnlaonil

rd
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK

1. SECONDARY VALVE o« O ciosen 18, SONNETCOVER o [ wa O rerucen O

LOCATED _ NOTVISILE _yoreraple [ 19. BONNETBOLTS ox [ wa [ reruace O

2 HYDRANTOPERATION - x 7 s O 20, BONET o LJ — |

o [ orrcuT [ NCPESAZLE T3 21, BONNET SEAL o« rerpaced [

3 CHECK@ARRELFORWATER W%/M-“W‘m R _OPEAATING MIT o O repuaced [

DAY - 23, OPERATING NUTO-RINGIS) ox O na [ pepack [

4 CHECK CAP GASKETS OKB/ repuaced [ 2 STUPPRRGBOX o O e rercen L

/ - 25. THRUST BEARNG o O wa O REFACED [

5 CHECKNOZZLES & THREADS o[ ws B cesE 2 EEAPNG HOUSING o [ s O repace [

waxena [  LEADED O SAMAGTD 7. BEARSNG HOUSING BOLTS oK l;l_ wa [ REPLACED g

28, HOUSING COVER o [ wa O repLaceD [

8 LUBRICATE HYDRANT mB// norreaured [ e ——— o o O oo )

. LuBE SCREW o E'( 0 repuacen O 0. BEARING HOUSING SEALIS) o [ wa O fePacen [

’ ss 1. UPPEROPERATING POD o« REPLACED [
D ’_'f{ ﬁ,iﬁ 7 32 LOWEROPERATING ROD ox [ repaced [
b FLOWTEST proT — USGPM . ACD COUPUNG o 3 wa 3 rePAGED {
% PRESSURE TEST c.3'_'-i PEG PASSED B/ BALED M. CoUmMOBOLT o« O wa L] remaced CF

_ 3%, LONERRACDNUTIS) o« O reracen [J

0. COLDURCODED ves O COLOUR, 3. LOWERROD STOP PRVELATE ox [J wn O merucen [

NO ¥7. VALVE BALL BEAL(S) o« J wa 3 reracts [

11, HYDRANT PAINTED ves [ COLOUR 3. VALVEBALLBOTTOM o« O remaced [

NG 3. VALVE BALLRUBSER o« O meeacen [

12. HYDRANT PUMPED OUT "Esg/ a 40 VALVEBALLTOP x D wva O mepscen [

NA e 41. MAINVALVE SEAT ™« O repacen [

13, GROUNG FLANGE weev 7 evnen OJ R 42 MARIVALVE SEAT SEALIS) o 3 repacen [

soun [ NA R i 43, DRAINVALVE o O repuaced [

14 REQURES BARREL EXTENTION wa O 4. DRANVALVESEALE) x O] reprce [

— . 45. DRAINVALVE PORT(S) ox [ cuaneo O merucen O

15, PUMPER NOZLE ves O vee D7 48. DRAINVALVE COTTER PRS) o [ wa [J  reracen [

oD - 47. LOWERBARREL o« [] reruacer [

16 NOZZLE ORIENTATION o B/ MFRGFER 4. _LONERBARREL AANOES) o« D wa (1 rerucen [

o 4. UPPERBARREL o« O _ repLaceD [

- | /”iiqﬂ:zs - 30 UPPERBARREL FLANGES) ox [ wa [0 meracen [

WDMM_Q&DD , 51, BARREL EXTENTION(S) o= [ wa 1 repacen [

nwcsn}v/ /| L/ 5. FUANGE GABKET®) = O wn 0 reruce O

. 53 FLANGEBOLTS ok [J wa O REPLACED [

; 54 BOCT o m_[_j aepaced [

CUSTOMER REPRESENTAWE: 88, NOZZLESS) o [ recanxeo [J repacen [

' 86. NOINLE CAP(S) o« O meracen [

7. NOZZLE RETANER(S) ox {1 wa [ rerce 1)
_J COMMENTS: = i > O .
e o [ g_,,}

&, - o O g

(28 - o [ _E_]

62 = o O3 Q

0 ox O O




HYDRANT OPERATION SATISFACTORY {
HYDRANT OPERATIONDEFICIENCY [

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665

1-888-349-2493 C

N
e
CUSTOMERNAME: / W //f &%0 % HYDRANT LOCATION:
/.
SERVICE ADDRESS: HYDRANT MAKE:
2el4 0/0/%/44/6 DRANTMA /} 7%
L oare: /) or 2%
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
1. BECONDARY VALVE e O cicsen O 13. BONNETCOVER : o« 0 wa [ meracen [
. LOCATED ANOTVIBEE ecprsee O 19. BONNETBOLTS o O wa [ reruce [
2 HYDRANTOPERATION N-d x B s 2 2. BOMNET x O repacen [
o O orricuT [ wepgeanE T 21. BONNETBEAL ox ] repacen [
s erecxsannesrorwater WET LD AMT.OF WATER 22_QPERATING NUT o [ REPLACED [
ORY - 23, OPERATING NJUT O-FING(B} oK Q wa O pEPacK [
4 CHECKCAPGASKETS oK E/ repuacen [ 24 STURPNG BoX x 0 v [ FERACE E]-
- L 25, THRUSTBEARING o O wa O aeraced [
: . crmcx S8 THREADS T e i o 78 BEARING HOUSING o O wa O repacer [
eman O weaoen O seeagEz 27, BEAFSNG HOUSING BOLTS o ) NA meracen O
{ 5. LUBRCATE HYDRANT vn.B/ notRecuiren [ o rousmeco= o oxO = reracen [
i P 20, HOUSING COVERBOLTS oK {;] wa [ reracen [
7. LUBEBSREW DKD/ ussna L] rereacen [ % sEARNO oSO RS o [ wa T rersced L]
3. UPPEROPERATING FICD o« O aeracen [
}8 . LOWEROPERATING ROD o« [ reruced [
C? & FLOWTEST /% prTOT . o’/ uUSGPM P > O oD e P
o PrcsurETEST © 3;! o aseED B/ s O 34 COUPUNGEBOLYS - o« O wa [ REPVUACED g
3. LOWERROD NUT(S) o O reracen [
10 COLOURCOOED ves O COLOUR 3. \oweRRoosTOPPWAUTE ok [ wa 0 reracen [
’ NO 7. VALVEBALL 8EALIS) o ] wa O repacen [
1. HYDRANTPAINTED ves [ COLOUR 34 VALVEBALL BOTTOM o [ meracen [
NO M. VALVEBALL RUBEER o« [ Pepoacen )
12, HYDRANTPUMPEDOUT  YE g/ e 40 VALVE BALLTOP x 0 wa [0 mepuacen [
A - 41. WAIN VALVE BEAT o~ O repuacen [
13 GROUNDFLANGE aery O pren (7 = = 42 MAINVALVE SEAT SEALIS) ox repcen [
soun [ na O TAMAGED 4). DRANVALVE o [ reracep O
14, REQUIRES BARRAEL EXTENTION wa O 4. DRANVALVE BEALE) x 0 reraced [
45. DRAINVALVEPORTS) o« O ocmwer O mepuacen [
R — mg/ TYPE 45. DPAINVALVE COTTER PINIB) x [ wa O merace O
NO _ 47, LOWERBARREL ox U reraced [
. 16, NOZZLE GRIENTATION oK B’/ “APRCPES 48, LOWER BARREL FLANGE(S) o Q_ wa O reracen [
I e 4. UPPERBARPEL o [] REPLACED g
{ . m‘g/'/‘_g/_\d;:oﬁ - 50 UPPERBARREL FLANGE(S) o O na 3 reruacen [
/TF & DAMAMED 51. BARREL EXTENTIONS) u('g wa [ rerucen [
! S@Eiﬁ% B2 FLANGE GABKET(S) o O wa repusced [
s 53, FLANGESOLTS o« O wa [J repacen J
% 54, BOCT o« O wa [J  reruacen [
CUSTOMER REPRESENTATIVE: B NOZALES) ok [ pecavsen [ repaced [
5. NOZTLE CAPES) o [ rerAceD [
57. NOIZLE RETANERS) a na rerace [
C COMMENTS: o o> O 2
\ 8. el o O 4{’
; 80, v ox ] Ty
$1. onEn oK I_:_l g
. 82 omes oK E]_ a
; Qe o« O [}




HYDRANT OPERATION SATISFACTORY L

HYDRANT OPERATION DEFICIENCY

A-1 HYDRANT SERVICES LTD.

5§50 Coronatlon Dr., Unit # 18
Scarborough, On. M1E 4V1
(416) 282-1665
1-888-349-2493

G

cusmmenmazm /L/ m ~

HYDRANT LOCATION: %Ii EZ 125' :.ZZ‘;{
SERVICEADDRESS: -2/, | 4 0 ﬂ /5?, _(/ /é% HYDRANT MAKE: /O[ [L ?.
Lndroegl | > Dee 3378
ANNUAL PREVENTATIVE MAINT ENANSE (APM) ADDITIONAL WORK
1 sewmvm-em cx[?' cwoseo L |~ 18 BoweETCOVER ox O na [0 peruces O
wocatep  worvisae [0 noremasie T o sowersars o [J o O meruce [
oR B‘/ oK |3/ e [ 2. BONNET o [ reraced
2 HYDRANT OPERATION o O pemcult ) +operagE ] 21, BONNETSEAL oK ;I pepacen [
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HYDRANT OPERATION SATISFACTORY |
HYDRANTOPERATIONDEFICIENCY |

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665 (
1-888-349-2493

CUSTOMEFINAME:M MM % ’ HYDMLOCA“ON:M %—M

SERVICE ADDRESS: 3& iy ﬂ b/ /f HYDRANT MAKE: /1/{ & ;L
DATE: :'é? 27 4?5/

ANNUAL PREVENTATIVE MAINTENANCE (AZM) ADDITIONAL WORK
i SECONDARY VALVE o y crosep L) 18, BONNETCOVER OK_I;l wa 0 reracen O
LOCATED NOTWISHLE noperaste [ 19, BONNETBOLTS o« [ wa O meracen [
HYDRANT OPERA om @ x B s D 20. BONNET = [ rerACED [
: TN ca 0 orrcaT ~orgmap s O 21, BONNET SEAL o« 3 REPLACED [
wer [J OFWATER 22, OPERATING NUT o []  mePaced [
3 CHECKBMRRELFORWATER D‘“'E/,‘m 23, OPERATING NUT O-RINGIS) ox [} w0 REFACK [
24, STUFFING BOX o [ 0O REPLACED )
& CHECKCAP GASKETS oK Q// _ rerLaced [ - =0 ol — I-j_
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HYDRANT OPERATION SATISFACTORY k&
HYDRANT OPERATION DEFICIENCY C

A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18

Scarborough, On. M1E 4V1

(416) 282-1665 (\
1-888-349-2493 o

CUSTOMERNAME:/ HYDRANT LOCATION:
SERVICE ADDRESS: 35?/ A4 0 W M HYDRANT MAKE: /4&?*
Leonlriragl | = jdee 23/
/
ANNUAL PREVENTATIVE MAINTENANCE (APM) ADDITIONAL WORK
— =
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HmaANTOPERATBNSAWAcronY i
HYDRANT OPERATIONDEMCIENCY

A-1 HYDRANT SERVICES LTD.

5§50 Coronation Dr., Unit # 18
Scarborough, On. M1E 4V1

(416) 282-1665 (-
1-888-349-2493 . -
f N
CUSTOMERNAME: /7 WZ;? //!ﬁg I%,:, mMmewwﬂa" ;Z ﬁQZ !i _/‘]zzﬁ
E DDRESS: - :
SERVICE ADD )é',p‘ HYDRANT MAKE /b{(h
e Qo 23 /9%
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» o 3. VALVE8ALL RUBBER x 0 reraceD [
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OISV T LA A,

W ,‘{, gscg Coronm:oré Or., .;.Im! :'118
rbo: E &
A-1HYDRANT SERVICESLTD. 281668 o oo
SITE NAME ;W /L{éﬁo %D DATE 050 51/%?5’

LOCATEONM /5/“"% /¢/(/‘€— |

TEST DATA
TIME OF TEST /0 /5’a. +/ /qc H#IF
LOCATION OF TEST (FLOW) /a/u Wéﬂuﬂ 1})74%

(RES!DUAL}%__MM%—MM Mﬂ? #
MAIN SIZE N X g

STATIC PRESSURE S (2 rﬁgu
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Authorized Signature A-1 HYDRANT Signature \ /



¢ w‘l‘{’ 5§50 Coronation Dr., Unit #18
R Scarborough, Ont. M1E 4V1
i A-1HYDRANT SERVICES LTD. 28z-1885

SITE NAME /ﬂe%é) Mm Zeo DATE /350 2//%

LOCATION gfﬂ/)‘{' DZ&‘ //1416/\ M
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TIME OF TEST Q‘-O@W #/p
v [
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EAE IR ST DNS L0 ) I | NN 3 G N

Wl ‘{P A-1HYDRANT SERVICES LTD. z%%?ﬁ;‘.i?%ﬁ',ﬁ!“‘t’,’
SITE NAME TO"W:&) /L{@ 20'$ DATE /{Dw &//qg
Location _ (e A Ojj{ /’JM&X /(/0‘6 S,

{
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TIME OF TEST //'006?""“ !L' ~ e w/ lé @MJZ):H‘ [

LOCATION OF TEST. (FLOW)
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Authonzed Signature A-1 HYDRANT Signature., HE




e W

ssocorommor

Wllg A-1HYDRANT SEWS L1g.

e e 2lo”

Unit #18

rborough, Ont. M1E &4V1

; SITE NAME. T %U
3\ LOCATION el A 9/49{ W A,

JEST DATA
/7 30 svem.
LOCATION OF TEST. (FLOW)

(RESIDUAL)

TIME OF TEST:

MAIN SIZE % ‘M

STATIC PRESSURE 9.9 £,
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Authorized Signature

A-1 HYDRANT Signature




[N RSNV INE LS I | W |

Wl‘% o= c°'°“";°“ Df-,M Unit #18
. or. it 1
A-1 HYDRANT SERVICESLTD. 2621688~
SITE NAME ;W /6/% Z ,
LOCATION Yl 4 0/,/0( M /44/{

TEST DATA
TIME OF TEST /g—';ﬁaﬂ# ;
/ 7/ /. 49

LOCATION OF TEST: (FLOW)

e e AUbS

(RESIDUAL}

MAIN SIZE (ﬂ - "{ AMC'/\
STATIC PRESSURE. 5’(/)/;.«
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Authornized Sgnature A-1 HYDRANT Signature
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SITE NAME

LOCATION 3ila 0

§50 Coronation Dr., Unit #18
Scarborough, Ont. M1E 4Vt

A-1HYDRANT SERVICESLTD. 2821865

W )4.-96

TEST DATA

TIME OF TEST
LOCATION OF TEST: (FLOW)

MAIN SIZE

/700'”»«/\

e Dee. 2 bog

{RESIDUAL)
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FrOcCODUNEL 7 W80,

Wl‘% A-1HYDRANT SERVICES LTD. 2821665
SITE NAME /df Z Vf’[ﬁ& %"D

550 Coronation Dr., Unit #18
Scarborough, Ont. M1E 4V

LOCATION IZQ/A OM /1/’2;“% }/Ve

TIME OF TEST:

TEST DATA —
] HT pr

LOCATION OF TEST (FLOW)
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550 Coronatien Dr., Unit #18
Scarborough, Ont, M1E 4V1
A-1HYDRANT SERVICESLTD. 282-1665

S

Authorized Signature

A-1 HYDHAN+ Sign{W [’4( //

SITE NAME 75’1//».‘37@ /L@ 7/72‘) DATE. DM//‘?g
LOCATION j[LIA 18 AN AN,
TEST DATA
e S S J;m/ Roo duiclin) * .
LOCATION OF TEST (FLOW) //UJ‘{MW‘(' é’ 4 !d'” 5
3" mézfma
(RESIDUAL) "f\ 2&"0//
o -
MAIN SIZE. /i ,{,44.0/1
STATIC PRESSURE: [0 O :‘05'
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(BRSNS LV IS

Wl ‘% A-1HYDRANT SERVICESLTD. g:&ﬂ;ﬁ"’éﬁ' Mﬂ?t‘as
SITE NAME 7/ /(/ %‘O C;ATE //)ZC 23/?81
LOCATION 3(}2 (/4' &M /M ’44/‘6 ™

TEST DATA
TIME OF TEST /0 30mer

LOCATION OF TEST (FLow) JYollan
(RES;DMVJ[MU*

MAIN SIZE A

STATIC PRESSURE 17,&’ ’PS?
NUMBER OF QUTLETS & ORIFICE SIZE PiTO'T;fRESSURE FLOW (U S G P M} RESIDUAL PRESSURE

al X K B3 47 | A4

2 ) X 2k /2 [¥1s Ho
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COMMENTS ElODww 1S T — s gl = OLANCE

REC D -C@/%a

A-1 HYDRANT m%

Authorized Signature
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Q‘ l‘ % 550 Coronation Or., Unit #18
Scarborough, Ont. me 4Vt
A-1 HYDRANT SERVI

% 282-1665 _
e e T arionls e D 2318

LOCATION 3lela O»éﬂ/ W%/U{

TEST DATA L
TIME OF TEST 8 75 oL s~ )
LOCATION OF TEST. (FLOW) d M H2C
(RESIDYAL) #Z :i
q
MAIN SIZE
STATIC PRESSURE éﬂ ;ﬂfe
NUMBER OF OUTLETS & ORIFICESIZE PITOT PRESSURE  FLOW (US G P M) RESIDUAL PRESSURE
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FLOW US. GPM.
- — - (
COMMENTS FOw £S5 BRLoE . -
Authorized Signature A-1 HYDRANT Signature



w l‘ {ﬁ $50 Coronation Dr., Unit #18
' Scarborough, Ont. M1E 4V1
A-1HYDRANT SERVICESLTD. 282-1665 ;
- :
SITE NAME /W /‘/{J,ﬁ@ Z/D DATE _,&f/ Rg/ég ,
— . ,

LOCATION Ky, ﬂ&t’ /ZMX /4/2/6 .
TEST DATA o
TIME OF TEST /2 00 ae~
LOCATION OF TEST. (FLOW) .
(RESIDUAL) 4}//1&0(4.' o) L ez Wm 5

MAIN SIZE 4’ WX _ : :

STATIC PRESSURE. 3‘3%5(

NUMBER OF QUTLETS 8 ORIFICE SIZE PITOT PRESSLIRE FLOW U S GP M) RESIDUAL PRESSURE
X TH T AL | 4> | 20
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sl RX QA 9 ey | 24
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9o (10 I R N
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FLOW US. GPM

COMMENTS FLow TRGT = EeCwr) YD — of pedCE

7

Authorized Signature A-1 HYDRANT Signature J y
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wl‘% 550 Coronation Or., Urgt‘ua

A-1 HYDRANT SERVICESLTD. 261665~

SITE NAME_M_A@_—Z DATE 136& 7—//%'
LOCATION géé//f OM EMJ/ Aé/rje

p
TEST DATA
TIME OF TEST Cjﬁ 20 o
= Lezes) F1F
LOCATION OF TEST (FLOW)
(RESIDUAL) #uo’hﬂm‘f’ SIE of k/dé%%.é') & (
e a
MAIN SIZE %4 M
STATIC PRESSURE SO ,p; :
NUMBER OF OUTLETS & ORIFICESIZE PITOT PRESSURE  FLOW (U SGPM) RESIDUAL PRESSURE
. g 1 e ———
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1 - .
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FIOW US GPM
R S — g; .
COMMENTS. f e 1 ST B £
Authorized Signature A-1 HYDRANT Signature /



A-1 HYDRANT SERVICES LTD.

550 Coronation Dr., Unit # 18
1¢# Scarborough, On. M1E 4V1

 TEL: (416) 282-1665 (fﬂ}
FAX: {(416) 282-7702 o
1-888-FIX-A-HYD
Metro Toronto Zoo c/o
Paradigm Engineering Lid.
1300 Don Mills Road, Suite 235,
North York, ON
M3B 2W6
Attention: Mr. Doug Shields
416-444-5211
416-444-9222
INVOICE#: H9159-1
DATE: December 30/98
Customers'#: D.Shields
OUR JOB#. HI159
GS.T.# R100371152 ("“}
PS.T#: 85685569
TERMS: NET 15 DAYS
DESCRIPTION AMOUNT TOTAL
LOCATION: Metro Toronto Zoo
To bill for the following:
12 flow tests at $75.00 each 800.00
29 hydrant a.p.m.'s at $40.00 each 1.160.00
.00
G.S.T. 144.20
TOTAL AMOUNT DUE: $ 2,204.20









INVOICE

4204

/f rade Gas Services (Toronto) Ltd.

29 Golden Gate Court
SCARBOROUGH, ONTARIO MI1P 3A4

é( | @e) 2936742 Fax (416) 293.6765

ST #*R105339410
- TO
PARADIGM ENGINEERING GROUP INC. oare Jan 5. 1999 0B O,
1300 Don Mills Road, Suite 235 Jos NAME __Metro Zoo
—__ North York, Ont. M3B 2W6 JOB LOGATION
QUANTITY DESCRIPTION PRICE AMOUNT

Test checked gas supply lines as requested by

Paradigm Engineering Group Inc.

Indo-

o determin the static pressure and working pressure
at three points (branch lines) of the gas service,
11 M meter with Fisher Type 133L-3 Reg.

Max inlet 60 P.S.l.

e

! Max outlet 2 P.S.1

i 2 - National Champion Furnaces 4,350.000 each.

: ( 1 - Pool heater Hayward H-250 250,000 BTU each
T 1 - DHW Aerco heater 1,000,000 BTU each
1 - Pool heater Hayward H-130 150,000 BTU each

Shut off each appliance, shut gas valve at meter
and tested pressure + 43 P.S.1.

Shut off appliances, shut gas, removed gage and

started appliances again.

_North Main Service Bldg. #2 Test.

7 M meter with Fisher type S203 Rep. 3/4" Orf.

1 - Fne. Air HE40 (Paint Shop) 250,000 BTU each

NI [NV R EDEDE SN PEDHN SN My W SRR PR R i heahts etk T Rl EEEE by indeded Sodeied nidied

2 - Teledyne Iaars HB=-3000 3,000,000 BTU each
) 2 = Teledyne Laars HR=3500 3,500,000 BT each i
4 - Rheem Ruud RF76-750C (DHW) 250,000 BTU each g

2 - Rheem Ruud PV40-36M (DHW) 36,000 BTU each :
? Shut off eac lisnce, shut off valve at meter E
"1ERMS: SUBTOTAL !
Contesocesnnns cevesranans ast E

THANK YOQU



': (rade Gas Services (Toronto) Ltd.

29 Golden Gate Court ' -
SCARBOROUGH, ONTARIO  M1P 3A4 ANESES
” (416) 293-6742  Fax (416) 293-6765 -
% GST #R105339410 INVOICE # 4204 (’ }
-
DATE JOBNO.‘
JOB NAME
JOB LOCATION
QUANTITY i DESCRIPTION PRICE AMOUNT
and tested static pressure = 44 P.S.1.
Started appliances and tested working pressure
=40 pP,S.1,
Shut off appliances, shut gas at meter and removed
gage.

Opened gas at meter and relit pilots.
Started appliances up again.

- Consumers Gas Main Station #3 Test,
Removed plug on test point at station,
Installed gage and checked pressure = 44 P.S.1.

Removed gage and installed plug.

Y
\..x"’l

(

()
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Trans-Video Inspection Limited
SEWER TV, INSPECTION REPORT

CLIENT: METRO TORONTO Z0OO0O. DATE: Jan 26 1999
STREET: NONE GIVEN TIME: 09:11:07
INSP. BY: F.H. REF. AREA: WO #1685

DISK No: 01FH FILE NAME: TVI91773.RPT
TAPE No: 01FH TAPE COUNT: 00:00:00
PIPE SIZE: 375mm PIPE TYPE: SANITARY/AC
FLOW DIR: North CAMERA DIR: Against Flow
STARTING LOCATION: ENDING LOCATION:
3RD MH N OF THE INDO PAVILLION 2ND MH N OF THE INDO PAVILLION
PIPE DEPTH:4.0m PIPE DEPTH:N/A-NO ACCESS
———————————— CAMERA DIRECTION -~--> e
STARTING |------smommmmmmmmmmmmcme e mee o ENDING
MANHOLE MANHOLE -
TOTAL 32.0 Metres '
03 02

Summary Comments

LIGHT DEBRIS UNDER THE FLOW.

Distance Inspection Comments
At To

0.0 Starting manhole - 03

1.5 Moderate steam hampering inspection
32.0 Ending manhole - 02

32.0 End of inspection



C. C.

Trans-Video Inspection Limited
SEWER TV. INSPECTION REPORT

CLIENT: METRC TORONTO ZOO. DATE: Jan 26 1899
STREET: NONE GIVEN TIME: 09:40:11
INSP. BY: F.H. REF. AREA: WO #1685

DISK No: 01FH FILE NAME: TVIS1774 . .RPT
TAPE No: 01FH TAPE COUNT: 00:02:25
PIPE SIZE: 375mm PIPE TYPE: SANITARY/AC
FLLOW DIR: North CAMERA DIR: Against Flow
STARTING LOCATION: ENDING LOCATION:
2ND MH N OF THE INDO PAVILLION 18T MH N OF THE INDO PAVILLION
PIPE DEPTH:N/A-NO ACCESS PIPE DEPTH:N/A-NO ACCESS
———————————— CAMERA DIRECTION ----=> R
STARTING |ew-mememremcmm e c v mm s e — e m—— = ENDING
MANHOL.E MANHOLE
TOTAL 63.5 Metres
02 01

Summary Comments

EXTRA MH NOT SHOWN ON THE MAP.LIGHT
DEBRIS IN THE LINE.

Distance Inspection Comments
At To
0.0 Starting manhole - 02
0.0 7.0 Light debris in line - Invert
7.0 Extra manhole not shown
63.6 Ending manhole - 01
£3.5 Ending manhole - 01
63.5 End of inspection

Report generated by Ratech Data Tech V Sewer TV Inspection System

P
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Trans-Video Inspection Limited
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z0O. DATE: Jan 26 1999
STREET: NONE GIVEN TIME: 10:14:35
INSP. BY: F.H. REF. AREA: WO #1685
i DISK No: 01FH FILE NAME: TVIS1775.RPT
. TAPE No: 01FH TAPE COUNT: 00:06:50
: PIPE SIZE: 200mm PIPE TYPE: SANITARY/AC
FLOW DIR: West CAMERA DIR: Against Flow
!
STARTING LOCATION: ENDING LOCATION:

EAST OF THE OLD ELEPHANT HOUSE FENCE LINE OF OLD ELELPHNT HOUSE

PIPE DEPTH:3.4m

STARTING
MANHOLE

04

Digtance
At To

0.0

3.4
51.0
51.0

PIPE DEPTH:N/A-NO ACCESS

CAMERA DIRECTION =--=--=> = —crmmmc—ccmew
----------------------------------- ENDING
MANHCOLE
TOTAL 51.0 Metres
05
FLOW DIRECTION <---= = cccmmccrmem=

Summary Comments
LIGHT CALCITE AT A SERVICE CONNECTION.
Inspection Comments
Starting manhole - 04 -
Light calcite at service connection - 2 O’'clock

Ending manhole - 05
End of inspection



C

Trans-Video Inspection Limited

SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z0O.
STREET: NONE GIVEN

INSP. BY:
DISK No:
TAPE No:

PIPE SIZE:

FLOW DIR:

STARTING LOCATION:

F.H. REF. AREA:
01FH FILE NAME:
01FH TAPE COUNT:
200mm PIPE TYPE:
West CAMERA DIR:

')““%\\

DATE: Jan 26 1999
TIME: 10:36:17

WO #1685
TVI91776 .RPT
00:12:55
SANITARY/AC
Against Flow

ENDING LOCATION:

FENCE LINE OF OLD ELEPHANT HOUSE ELEPHANT WATERING HOLE

PIPE DEPTH:N/A-NO ACCESS

STARTING
MANHOLE

05

Distance
At To
0.0
66.0
66.0

CAMERA DIRECTION ---->

PIPE DEPTH:N/A-NO ACCESS

Summary Comments

THE PIPE APPEARS TO BE IN GOOD CONDITION

Inspection Comments L

Starting manhole - 05
Ending manhole - 06
End of inspection

Report generated by Ratech Data Tech V Sewer TV Inspection System



Trans-Video Inspection Limited

;{-  SEWER TV. INSPECTION REPORT
o CLIENT: METRO TORONTO ZOO. DATE: Jan 26 1999
§ STREET: NONE GIVEN TIME: 10:43:06
“ INSP. BY: F.H. REF. AREA: WO #1685
DISK No: 01FH FILE NAME: TVI91777.RPT
| TAPE No: O1FH TAPE COUNT: 00:17:10
: PIPE SIZE: 200mm PIPE TYPE: SANITARY/AC
FLOW DIR: West CAMERA DIR: Against Flow
§ el Rt e -SSR g4 A —f RSN
STARTING LOCATION: ENDING LOCATION:
{ ELEPHANT WATERING HOLE BUSH CAMP
g PIPE DEPTH:N/A-NO ACCESS PIPE DEDPTH:N/A-NO ACCESS
]
------------ CAMERA DIRECTION ----> mmmmmmmmem o
STARTING | ~c-memo—mmmemmmmm o oo cmemmmm = ENDING
MANHOLE MANHOLE
TOTAL 70.0 Metres
06 07
S FLOW DIRECTION <---- ———mmmmmmmmm

Summary Comments

THE PIPE APPEARS TC BE IN GOOD CONDITION

ééw' Distance Inspection Comments
' At To
0.0 Starting manhole - 06
i 70.0 Ending manhole - 07
: 70.0 End of inspection

e

E—

Report generated by Ratech Data Tech V Sewer TV Inspection System



Trans-Video Inspection Limited
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO ZOO. DATE: Jan 26 1999
STREET: MAIN PARKING LOT "P" SECTION TIME: 11:50:34
INSP. BY: F.H. REF. AREA: WO #1685
DISK No: O01FH FILE NAME: TVI91778.RPT
TAPE No: 01FH TAPE COUNT: 00:21:55
PIPE SIZE: 525mm PIPE TYPE: SANITARY/AC
FLOW DIR: East CAMERA DIR: With Flow
STARTING LOCATION: ENDING LOCATION:

2ND MH E OF THE
PIPE DEPTH:5.3m

STARTING
MANHOLE

08

Digtance
At To
0.0
82.5
92.5

Report generated by Ratech Data Tech V Sewer TV Inspection System

RIVER 1ST MH E OF THE RIVER
PIPE DEPTH:N/A-~NO ACCESS

CAMERA DIREBCTION «w=--=% @ cccmmcmmm——
““““““““““““““““““““““““““““““““““ ENDING
MANHCLE
TOTAL 82.5 Metres
09
FLOW DIRECTION ---+-3> s cceececmm—-—

Summary Comments
LIGHT DEBRIS UNDER THE FLOW.
Inspection Comments
Starting manhole - 08

Ending manhole - 09
End of inspection

<AV
T
i



C o

Trans-Video Inspection Limited

i SEWER TV. INSPECTION REPORT
o
, CLIENT: METRO TORONTO ZOO. DATE: Jan 26 1999
| STREET: MAIN PARKING LOT "P" SECTION TIME: 12:26:58
q INSP. BY: F.H. REF. AREA: WO #1685
; DISK No: O1FH FILE NAME: TVI91779.RPT
% TAPE No: 01FH TAPE COUNT: 00:26:05
: PIPE SIZE: 525mm PIPE TYPE: SANITARY/AC
FLOW DIR: East CAMERA DIR: With Flow
STARTING LOCATION: ENDING LOCATION:
; 18T MH E OF THE RIVER 16T MH W OF THE RIVER
{ PIPE DEPTH:N/A-NO ACCESS PIPE DEPTH:N/A-NO ACCESS
------------ CAMERA DIRECTION ----»> e
QTARTING | ~-mmemcmmmmmmmmmee oo ommmmmmm e m e = ENDING
MANHOLE MANHOLE -
TOTAL 81.0 Metres
09 10
------------ FLOW DIRECTION ----> S

Summary Comments

LIGHT DEBRIS UNDER THE FLOW.

Q_- Distance Inspection Comments
At To
0.0 Starting manhole - 09
81.0 Ending manhole - 10
81.0 End of inspection



o
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e

frans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO EZOQ. DATE: Fab 5 1999
STREET: "D" GATE SOUTH OF OLD FINCH RD PIME: 08:22:26
INSP. BY: P .M. REF. AREA:
D1SK No: 02FH FILE NANE: TVI90517.RPT
TAPEK No: 02PRH TAPE COURT: 00:00:00
PIPE SIZE: 675mm PIPE TYPE: STORM/CONC
PLOW DIR: South CAMERA DIR: With Flow
===:$====z=====zz==============‘='====lIII‘ﬂIIIH’IIIIS:&!:::EE=====
STARTING LOCATION: ENDING LOCATION:
NORTH OF GATE "D SOUTH OF GATE "D"
PIPE DEPTH:2.5n» PIPE DEPTH:N/A
------------ CAMERA DIRECTION ~——> -
! BTARTING | ---- - H ENDING |
| MANHOLE | {  MANHOLE |
' N TOTAL: 59.5 Metrea : :
! 01 4 ' 02 !
H Tl e e e e i H
R ——— FLOW DIRECTION ~=--=>
=======#xzxzz===:::s88#3:*383:&:#8#3::‘_’2z======================ﬂ==

Bummary Commants

/

PONDIRG AND DEBRIS IN THE LINE.HEAVY
CALCITE BELOW A SERVICE CONNECTION.

Distance Inzpaction Comments
At To

0.0 Starting sanhole -~ 01

1.5 48.4 Moderate ponding in line

4.9 9.1 Moderate debris in line -~ Invert

9.1 Sarvice connection - 11 O0'eclock

9.1 Service protruding greater tham 1" - 2 O‘'clock
14.2 58.2 Moderate debris in line ~ Invert
26.0 Service connection - 11 O'elock
26.0 26.0 Heavy calcite in line - B8 O'clock
26.9 Service connaction -~ Crowm
36.8 Sarvice connection - 11 0'clock
48.4 Service connection - 1 O’'clock
59.5 Ending manhole - 02

59.5 Bnd of inspection
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TRANS VIDED INSPECT PAGE
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Report generated by

Ratech Dattvtech Vv Sever 1V Inspection System

vrans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z0O. DAYE: Feb 5 1999
STREET: "D" GATE SOUTH OF OLD FINCH RD TIME: 09:11:29
INSP., BRY: F.H. REF. AREBA:
PISK No: O2FH PILE HAME: V190518 _RPT
TAPE No: O0ZFR TAPE COUNT: 00:06:05
PIPE SIZE: 675am PIPR TYPE: STORM/CONC
FLOW DIR: South CAMERA DIR: with Plow

rrrEEsToSESESSCIRRER
STARTING LOCATION:

SOUTH OF GATE "DV
PIPE DEPTH:N/A

o S S i

STARTING
MANHOLE

— b -

02

)
]
3
4
’
4
L]
¥
+
[}

v o ——— it —

- o —

s mcrEEAsSCNENRSSoERE2SSIRELRTSREEEIITESSRES
ENDIRG LOCATION:
2MD MH S OF OF "D" GATE
PIPE DEPTH:N/A

CAMERA DIRECTION ---~-2 -
ENDING
MANHOLE

03

TOTAL: 46.0 Metres

- -
e -

FLAM DIRECTION

- o

EmoonmeETREETRES ==‘:‘:========Sﬁ==23:#“”ﬂ‘IS:.‘—E#ESBSS::W*#E:::Z:#:

Distance
At o

13.7

MR WIAPRRO
& = & A = r ot »
SON~NORIIRD

B e L) D) b b

Summary Coaments
LIGHT PONDING IN THE LINE.
Inspection Comments

Starting manhole -~ 02

Service connection - 11 0'clock
Service connection - 11 0'elock
Light ponding in line

Service connection - Crown
Service connection -~ Crown
Service connaction - 2 0'clock
Service connection - 11 O‘clock
Ending manhole - 03

End of inspection

03

RS
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Report geverated by

995-313-2265
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TRANS VIDEQ INSPECT

PAGE

Ratech Data Tech V Bewer ™

Trans-Video Inspection Lta.
SEWER TV. INSPECTION REPORT

Inspection System

CLIENT: METRO TORONTO Z00. DATE: Feb § 1999
STREET: "D" GATE SOUTH OF OLD FINCH RD TIME: 09:19:08
INSP. BY: F.H. REF. AREA:
DISK No: 02FH FILE NAME: TVI90S19.RPT
TAPE No: O02FH TAPE COUNT: 00:10:50
PIPR SIZE: &75am PIPE TYPE: ETORM/CONC
FLOW DIR: South CAMERA DIR: With Flow
r.;:s:sm:=z========¢==nun:;======s==:===z--zs:=“=3n====“t=======:=

STARTING LOCATION:
2ND MH § OF OF "D"
PIPE DEPTH:NR/A

= o T SOV S e

ENDING LOCATION:

GATE

CAMERA DIRECTION —~v==>

3RD MH § OF OF "D" GATE
PIPE DEPTH:N/A

e il M . o s s e -l e S

! STARTING §————— -l ENDING .
1  MANHOLE : H MANHOLE |
! ! TOTAL: 40.0 Metres : .
¢ 03 ! H 04 H
: : : H
------------- YLOW DIRECTION -——~>
32='.:."=‘-‘=========:3#:‘-“.2!"-ﬂll========8==88'—'3::2:38:%#:88:3:::#’IS==
Summary Comments
MH LID IN THE ENDING MH.
pistance Inspection Comments
At To
0.0 Starting manhole ~ 03
19.6 38.3 Light ponding in line
40.0 MH LID IR THE
40.0 Ending manhole - 04
40.0 £nd of inspection

B4
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Report generat

- —

rrans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z00.

STREET: "D" GATE SOUTH OF OLD FIRCH RD

INSP. BY:
DISK No:
TAPE No:

PIPE SIZE:
¥YLOW DIR:

¥F.H.
02F8
02FH
675mm
South

mmmmmm s ImERIDT

STARTING LOCATION:

2ND MH S OF OF "D" GATE

PIPE DEPTH:N/A

prpp——————_ 1 T

BETARTING
MANHOLE

03

-

A St o g s ST g -

134+t

eEEEEESTEEEERTE SERERES

ENDING LOCATION:

CAMERA DIRECTION --—->

ed by Ratech Data rech V Sewer TV Inspection System

DATE: Feb 5 1999
TIME: 09:38:42

TVIS0520 .RPT
00:10:50
STORM/COXC

: With Flow

:‘Hﬂ:::::ﬂHS#:E"“S#

3RD MH § OF OF "D" GATE
PIPE DEPTH:N/A

TOTAL; ———~--.- Hotres

ENDING
NANHOLE

04

FLOW DIRECTION

——

-
YT L E L L

==$2===z==2=z:=z=::‘.::::nr.xt lt‘.:==z===x='.".======#===‘-‘E=======‘=a=========
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82/88/1998 13:22 ._9'6§-§.1_.‘.3-2255 TRANS VIDED INSPECT PAGE

- — - - e ein s ——

Report generated by Ratech Data Tech v Sewer TV Inspection Bystes

rrans-Video Inspection Ltd.
SEWER TV. INSPECTION REPOART

CLIENT: METRO TORONTO Z00. DATE: Fab 5 1999
STRERT: AREA 8 _ TIME: 09:39:24

INEP. RBY: F.H. REF. AREA:
DISK Ko: O02FH FILE RAME: TVIS0S521.RPT
TAPE NHo: O02FPH TAPE COUNT: 00:13:25
PIPE SIZE: 600mm PIPE TYPE: GYORM/CONC
FLOW DIR: East CAMERA DIR: Against Flow

e L ——— TR P Y
STARTING LOCATION: ENDING LOCATION:

18T MH W OF EURASIA PAV. X OF NORTH ANERICAN PAV.

PIPE DEPTH:3.3m PIPE DEPTH:K/A

—— CAMERA DIRECTION «==—~> -
SYARTING -
MANHOLXE

05

ENRDING
MANHOLE

; TOTAL: 67.0 Metres
: 06
[

-
..

1
%
4
3
1
]
&
¥
L
L]

——— FLOW DIRECTION <--—-

=====RS===={£=‘.—‘====!8ﬂ-IIﬂﬂ"—‘-:===333Sl‘:z"—':‘-'—‘=====“3=83==£=======8=

Summary Comments
LIGHT DEBRIS AND PONDING IN THE LINE.

Distance Inspection Comments
At To

a.0 starting sanhole - 05

33.1 60.9 Light debris in line - Invert
35.5 Sarvice connection - 9 0'c¢lock
54.4 Service connection - 10 O'clock
60.9 65.4 Moderate ponding in line

67.0 Ending wmanhole - 06
67.0 End of inspection

86



92/98/1993 _ 13:22 995-319-2265 TRANS VIDEDO INSPECT PAGE

o S T #h AU . e e A T o st

Report generated by Ratech Data Tech V Sewer TV Inspection Bystem

rrans~Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORORTO 200. DATE: Feb § 1999
STREET: AREA B SIME: 09:52:20
1INSP. BY: F.H. REF. AREA:
DISK No: O02FH FILE RAME: TVIS0522.RPT
TAPE No: O2FH TAPE COUNT: 00:18:20
PIPE SIZE: 675mm PIPE TYPK: |STORM/CONC
FLOW DIR: East CAMERA DIR: With Flow
8=====‘:.=Eg=======$====-‘m==3&==8$=$38$ﬂ=ﬁ======$=====3=='—"=="Kﬂ$=
STARTING LOCATION: ENDING LOCATION:
1ST MH W OF EURASIA PAV. @ URASIA PAV.
PIPE DEPTH:3.3m PIPE DEPTH:R/A
———————————— CAMERA DIRECTION —~—~> -
! STARTIRG |- -— : ENDING |
{  MANHOLE ' H MANHOLE |
1 . TOYTAL: 70.0 Metres : H
' 05 ! ' 07 !
\ t=-- - - : '
------------ FLOW DIRECTION -—-—->
3=====:===‘:2=====.'-G:==-‘Uﬂ8=======#*ﬂE"—‘:S::::&BE%-‘—'S‘—'z=u=ﬂ===S=====

sSummary Comments

LIGHT PONDING AND DEBRIS IN THE LINE.

Pistance Inspection Comments
At To
0.0 Starting manhole -~ 05

1.5 19.0 Light ponding in line
8.7 19.8 Moderate debris 1n line - Invert

46.4 Service connection ~ 2 O0'clock
627.5% Internal drop in pipe
70.90 Ending manhole - 07

70.0 End of inspection

a7
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e e e . S Y A S T i Sk, el S

TRANS VIDED INSPECY PAGE

Report generated by Ratech Data Tech v Sewer TV Inzspection System

Trang-Video Inspection Ltd.

SEWER TV. INSPRCTION REPORT

CLTIENT: METRO TORONTO 200. DATE: Pab 5§ 1999
STREET: AREA B PIME: 10:19:52
INSP. BY: F.H. REF. AREBA:
DISK No: 02FH FILE NAME: TVI90S523.RPET
TAPE No: 02FH TAPE COUNT: 00:18:20
PIPE SIZE: 9500mm PIPE TYPE: STORM/CONC

FLOW DIR: East

CAMERA DIR: with Flow

‘_."====.—.=Sl-'t======-‘.‘.ﬂﬂ3‘8‘285#!3:2:2::::#3’!“8“B‘#“ﬂﬂ:‘::::::gﬁ383#:

STARTING LOCATION:

@ URASIA PAV.
PIPE DEPTH:l.6m

e ke, i S S W S S 3. W

ENDING LOCATION:
EAST OF MH 07
PIPE DEPTH:N/A

CAMERA DIRECTION -——->

¢ STARTING |-~=- -~ _ENDING |
! MANHOLE H ! MANHOLE |
! H TOTAL: 74.0 Metres H H
| 07 : : os :
¥ 1 J— [ 3
------------ PLOV DIRECTION --~-> ' '
=z==========3E:‘..:'.‘:."ﬁﬁﬂB*RIﬂ===EI&BSRR:S:==zt===#==‘—'=======#========
Summary Comments
THE PIPE APPEARS TO BE IN GOOD CONDITION
Distance Ingpection Comments
At T
0.0 starting mamhole ~ 07
3.3 Service connection -~ 10 O'clock
8.9 Service connection - 2 O'clock
24.0 Service connection - 3 0'vlock
27.9 Service connection - 10 0'clock
74.0 Ending manhole ~ 0B
74.0 End of inspection

88



82/98/1999 13:22 905~319-2265

TRANS VIDED INSPECT PAGE

A e e o il O e AR A e e o =

Report generated by

Ratech Data Tech V Bewer TV Inspection System

trans-video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO I00. DATE: Feb 5 1999
STREET: AREA 8 PIME: 10:27:06
INSP. BY: F.H. REF. AREA:
DISK No: O02FH YILE NANE: TVIS0524.RPT
TAPE No: 02FH PAPE COUNT: 00:26:55

PIPE SIZE: S00mm

FI.OW DIR: Eas

PIPE TYPR: STORM/CONC
t CAMERA DIR: With Plow

————iF ‘====ﬁ======‘-==ﬂ$=========z=SSIIH8::338‘5323:8“#‘—'!3::"“8===

STARTING LOCATION:
EAST OF MH 07
PIPE DEPTH:N/A

e i i il S Y Wy e e e A

ERDING LOCATION:
EAST OF MH 08
PIPE DEPTH:N/A

CAMERA DIRECTION ~===> -

! STARTING |-=-- ot ENDING
'  MANHOLE R ! MANHOLE
; ! TOTAL: 134.0 Metres : .
! 08 : : 09 :
H ety H H
------------ FLOW DIRECYION —-—--> -
e o T A M R AR -_"z*..-z=z-g‘ta::.—.gzszz::zzg=====zx====== A e L -
Summary Comments
THE PIPE APPEARE TO BE IN GOOD CONDITION
Distance Inspection Comments
At To
6.0 Starting sanhole - 08
21.5 service connection - 2 0'clock
1063.9 Service protruding greater than 1" - 1 O'clock
134.0 Ending manhole - 09
134.0 End of inspection

83
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985-319-2265

TRANS VIDED INSPECT PAGE

e

Report generated by Ratech Data Tech V Saevar

-

v Inspection System

Trans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO 200. DATE: Fab 5 1999
STREET: ARBA 17 PIME: 12:02:36
INSP. BY: F.H. REF. AREA:
DIBK No: 02FR PILE NAME: TVI90525.RPT
TAPE No: 02FH TAPE COURT: 00:33:25
PIPE SIZE: 450mm PIPE TYPE: STORM/CONC
FLOW DIR: 8/W CAMERA DIR: Against Flow
IIﬂII:#;S==22!=::2:::338#82SB:::S:S#R&ISS‘-‘:===3"-‘ﬂ8'3==ﬁ==*===$&

STARTING LOCATION:

g OF THE SAV. REST. S/5 OF ROAD

PIPE DEPTH:N/A

ENDING LOCATION:
N/E OF MH 10
PIPE DEPTH:N/A

CAMERA DIRECTION —--->

!  STARTING | H ENDIKG |
1 MANHOLE . H MANHOLE |
' : TOTAL: 29.3 Metres ! H
: 10 : : umw
s T * '
------------ FLOW DIRECTION (-=-- n-
======m=====:z:.:z====:-.==:z==n==ga=======r.:::r.zzzzzu==x¢=========:=====
s Summary Comments
: THE CAMERA WAS BLOCKED BY REAVY GRAVEL.
REVERSE SETUP WAS NOT REQURSYED.
: Distance Ingpection Comments
’ At TO
0.0 Starting manhole - 10
1.5 9.8 Light debris in line - Invart
4.2 Service connection - 2 0'clock
9.8 29.3 Moderate debris in line - Invert
27.8 Service connection - 2 O'clock
28.7 Service connection - 9 0'clock
29.3 29.3 Heavy debris in line - Invert
29.3 Camera blocked in line
29.3 End of inspection

PR

‘ P

18



B2/88/1999 13:22 995-319-2265

TRANS VIDED INSPECT

PAGE

o S T il S A il S T T

Report generated by Ratech Data Tech V Bewer TV Inspection System

rrans-Video Inspection Ltd.
SEWER TV. IKSPECTION REPORT

CLIENT: METRO TORONTO Z00. DATE: Feb 5 1999
STREET: AREA 17 PTIME: 12:14:58
INSP. BY: F.H. REF. AREA:
DISK No: O02FH FILE MAME: TVIS0S26.RPT
TAPE No: 02FRH TAPE COUNT: 00:38:05
PIPE SIZE: 450mm PIPE TYPE: STORM/CONC
FLOW DIR: West CAMERA DIR: With Flow
- =43 L+ttt ='.=======za======¥RIFSI===#888882==3=3ﬁ!2==3====-#:

STARTING LOCATION:
S OF THE SAV. REST. §/8 OF ROAD WEST OF MH 10
PIPE DEPTH:N/A

PIPE DEPTH:N/A

ENDING LOCATIOR:

------------ CAMERA DIRECTION -—=-> o e e e
{  STARTING |--—-—--= i ENDING
!  MANHOLE H : NANHOLE |
! ! YOTAL: 506.0 Metres H H
: V- H :
----------- PLOW DIRECTION ~~—=>
[ttt & & wz===$=!--I!ﬂlt====3==1‘-‘ﬂll:gﬁ‘-"‘-:ﬁ========$=R#$=====
Summary Comments
THE CAMERA WAS BLOCKED BY DEBRIS.
Distance Inspection Comments
At TO
0.0 sStarting manhole - 10

23.3 50.0 Light ponding in line

27.9 50.0 Light debris in line - Invert
50.0 Camera blocked in line

50.0 End of ingpection

il
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g2/868/19%9 13:22 995-319-2265 TRANS VIDED INSPECT PAGE

-~ ———

Report generated by Ratech Data sech V Sewer TV Inspection System

Trans-Video Inspection Ltd.
SEWER TV. INSPRCTION REPORT

CLIENT: NETRO TORONTO 200. DATE: Feb 5 1999
STREET: AREA 18 TINE: 13:20:43
IRSP. BY: F.H. RE¥. AREA:
DISK No: 02FH FILE NANE: TVI90527.RPT
TAPE No: O2FH TAPE COUNT: 00:43:10

BTORM/CORC
Against Flow

PIPE SIZE: 525mm
FLOW DIR: South

P
23

"..'::z:::zt:’.‘.‘:="_"'=.‘ﬁ===ﬁ388:35::22=tﬂllli.ﬂ:::zEBSI'RS‘I:SS:::##SBSSES
STARTING LOCATION: ENDING LOCATION:
S/E CORNER OF THE ELEPHANT ROUSE S/E OF AFRICAN PAVILLION
PIPE DEPTH:3.6®» PIPE DEPTH:N/A

------------ CAMERA DIRECTION —-——> -

! STARTING |-~~-—- - ' ENDING |
' MANHOLE | { MANHOLE |
' : TOTAL: 42.5 Netres H '
: 13 : : 14 :
1 ] - L ]
e ' FLOW DIRECTION <———- ' '
==ag=====:=,—.==.~:2=:nzznxwat:uz=l:======#========tﬂnw==‘t==33==z==ISBSII

Summary Comments

THE PIPE APPEARS TO BE IN GOOD CONDITION

bPistance Inspection Comments
At To

0.0 Starting manhole -~ 13

23.2 service comnection - 9 0'clock
26.7 Service comnection -~ 11 O'clock
A2.58 Ending sanhole -~ 14

42.5% End of inspection

12



62/88/1993 13:22 985-319-2265 TRANS VIDED INSPECT PAGE
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Report generated by Ratach Data Tech V Sewer TV Ingpection Systea

*rans-Video Inspaction Ltd.
SEWER TV. INSPECTION REPORY

CLIENT: METRO TORONTO 200. DATE: Fed 5 1999
STREET: AREA 18 PIME: 13:29:01
INSP. BY: P.H. REF. ARBA:
DISK No: 02FH FILE NAME: wi90528 .RPT
PAPE No: 02FH TAPE COUNT: 00:46:10
PIPE SIZE: 525mm PIPE TYPR: STORM/CONC
FLOW DIR: South CAMERA DIR: Against Flow
“_'====‘.‘:==ﬂ.ﬂ======2328===28ﬂ========Ilﬂ:=&#==3S88#=====3==I-l===S===
STARTING LOCATION: ENDINRG LOCATION:
S/E OF THE AFRICAN PAV. EAST ENTERANCE AFRYICAN PAV.
PIPE DEPTH:N/A PIPE DEPTH:N/A
———————————— CAMERA DIRECTION —=w-=>
! STARTING |-~ - ERDING |
! MANHOLE 4 H MANHOLE |
: ' TOTAL: 20.2 Metres H :
E 14 H H 15 '
[ ' H ‘n
------------ FLOW DIREBUTIOR <(-——-
B!lt========= e T e =t====#=ss====--==========..—.=====~_“=====a===
Distance Inspection Comments
At TO
0.0 gtarting manhole ~ 14
i8.0 service connection - 2 0'clock
20.2 Service protruding greater than 1" - 9 O'clock
20.2 Camera blocked in line

20.2 End of inspection

13
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92/88/1999 13:22

985-319-2265

Trang~-video Inspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z0O.

STREEY: AREA 18
INSP. BY: F.H. REF. AREA:
DISK Ro: 02FH FILE NAME:
TAPE No: 02FH TAPE COUNT:
PIPE SIZE: 525ma PIPE TYPK:
PLOW DIR: East CAMERA DIR:

T —— SR e SRR B L L it
ENDIRG LOCATION:
8/W CORNER OF THE AFRICAN PAV.
PIPE DEPTH:N/A

STARTING LOCATION:
S/E CORKER OF THE ELEPHANT HOUSE
PIPE DEPTH:3.6m

DATE:
TIME:

TRANS VIDED INSPECT

13:36:11

TVIS0S529 .RPT

00:

48:20

STORM/CONC
Agalinzt Flow

------------ CAMERA DIRECTION —---> E—
i STARTING |--- ¢  EWDING !
|  MANHOLE | ! MANHOLE |
H : TOTAL: -~=e--- .~ Metres : H
H 13 : : 16 '
[ | I —— [ ] 1
] . ]
------------ PLOW DIRECTION <-—-- '
ﬁ===!==zﬂ=======xz===='=====g====:$¥wﬂ=ﬂﬂg‘a:ﬂ===ﬂ================—

Feb 5 1999

14



82/88/1999 13:22

CLIENT: METRO TORONTO X00.

9@85-319-2265 TRANS VIDEQ INSPECT PAGE

*rans-Video Inspection Ltd.
SEWER TV. INSPECTIOR REPORT

DATE: Peb 5 1999

STRERT: AREA 18 TIME: 13:38:34
INSP. BY: F.H. REF. AREA:
DISK No: O2FH PILE NAME: TVIS0S530.RPT
TAPE No: 02PH TAPE COUNT: 00:48:20
PIPE SIZE: 525mm PIPE TYPE: STORM/CONC
FLOW DIR: East CAMERA DIR: Against Flow
::::::2&8:::::::=====u==l##====l--nlil=======!!=========w$*ﬂﬂ=ﬂ==

STARTING LOCATION:

ENDING LOCATION:

S/E CORNER OF THE ELEPHANT HOUSE 8/W CORNER OF THE AFRICAN PAV.

PIPE DEPTH:3.6m

T ————— e Al T

PIPE DEPTH:N/A

CAMERA DIRECTION ~=~~=> -
- - ENDING

: STARTI“G : - - bd W ot ST T . 4t S : :
! MANHOLE H : MANHOLE
K ! TOTAL: 31.2 Metres H H
H 13 H E 16 H
. g . i, B - — ik e i gy (R S S S WA N A S g — . 1
------------ PLOW DIRKCTION <---- S
====nz====:=======zna:--ﬂz383===========#$E======8====ﬂ$2==a===¥=
Susmary Comments
THE CAMERA WAS BLOCKED BY DEBRIS.REVERBE
SETUP IS REQUESTED.UNABLE TO GIVE THE
SURFACE LENGTH,THERE ARE BUILDING IN
BETWEEN THE MH'S
Distance Inspection Coaments
At To
0.0 Starting manhole - 13
1.5 31.2 WModerate debrisz in line - Invert
31.2 Camara blocked in line
31.2 End of inapection

15
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92/88/1999 13:22

CLIENT: METRO TORONTO 200.

STREET: AREA 18

INSP. RY: F.H.
DISK No: 02FH
TAPE No: 02FH

PIPE SIZE: 450mm

PLOW DIR: East

595-319-2265

TRANS VIDEC INSPECT PAGE

rrans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORT

PAYTE: Peb 5 1999
PIME: 13:52:21

REF. AREA
FILE RAME
TAPE COUNT: 00:52:50

PIPE TYPE: STORM/PVC
CAMERA DIR: With Flow

TVI90531.RPT

e 88 #b A%

====uuza==z======z:za::::zz::===xn=a===:==2===ss-==nasz======z=s=

STARTING LOCATION:

S/W CORNER OF THE AFRICAN PAV.

PIPE DEPTH:N/A

A ——— " - -

ENDING LOCATION:
$/Ww CORNER OF THE ELEPHANT HOUSE
PIPE DEPTH:3.6m

CAMERA DIRECTION ~«==>

! STARTING (~——m—w~ - ENDING |
! MANHOLE ' : MANHOLE |
! ¢ TOTAL: 51.5 Metres . )
H 16 : H 13 H
------------ PLOW DIRECTION -————> -~ -
G======R==BE=:z:=2::3#28:822:::===#=====B=$===!==$==ﬂl===l==#3===
Susmary Comsoents
THE PIPE SIZE 18 450mn.THE PIRE MATERIAL
IS PVC.DEBRIE IN THE LINE.
Digtance Inspection Comments
At To
0.0 Starting sanhole - 16
2.2 51.5 Moderate ponding in line
4.7 51.5 Moderate debris in line - Invert
51.5 Extra manhole not shown
51.5 Bnd of inapection

16



92/88/1999 13:22

985-319-2265

TRANS VIDED INGPECT

PAGE 17

nuuu-t;g-n-unn:ulnu'l-n-lnn-un'n-uuir:h-u-lwr!n-luutiu-tau-t-n

Trans~Video Inspection Ltd.

SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO ZOO.

STREET: ARBA 18

INSP. BY: F.H. REF. AREA
DISK No: 02FH FILE NAME
TAPE No: O2FH TAPE COUNT

PIPE SIZE: 525mm PIPE TYPE

FLOW DIR: South

STARTING LOCATION:
§/W CORNER OF THE AFRICAN PAV.

PIPE DEPTH:N/A

e 49

- ar

CAMERA DIR:

DATE: Feb 5 1999
TIME: 14:03:13

TVI90532.RPT

Againgt Flow

T e g o O S S RTT M SRS AR MR R W R T

ENDING LOCATION:

1ST MH K OF MH 16
PIPE DEPTH:N/A

e CAMERA DIRECTIOR ——>
! STARTING | : ENDIRG |
1 MANHOLE ' H MNANBOLE |
H . TOTAL 20.5 Metres H H
H 16 H H 17 H
: ; ' :
FLOW DIREBCTION <———
a:::a::x:::z==$z:'_'z====x===x&aa:===x====:=#===z====¢#====ﬂ=========".'.:
Suanary Comaonts
THE .CAMBRA WAS BLOCKER BY DEBRIS.REVERSE
SETUER WAS ROT REQUESTED.
Pistance Ingpection Comments
At To
0.0 sStarting menholo ~ 16
2.0 20.5% Moderate debris in line — Invert
20.5 Camera blocked in line
20.5 End of inspection
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g2/88/1998 13:22 985-319-2265 TRANS VIDED INSPECT PAGE.

-ﬂmw“muw“wmw

Trans-Video Inspaction Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO Z00. DATE: Fab 5 1999
STREET: AREA 7?7 TIME: 14:38:38
IRSP. BY: F.H. REF. AREA:
DISK No: O2FH FILE NRAME: TV150533.RPT
TAPE No: O02FH TAPE COUNT: 00:57:20
PIPE SIZE: 250mm PIPE TYPE: STORM/CONC
FLOW DIR: West CAMERA DIR: With Flow
::==#u=zz=z==========s=a:====.=:u&zzuu--a‘-'“.':====z==;=!==a=s=====a====
STARTING LOCATION: ENDING LOCATION:
1ST MH W OF THE CAMEL PEN 2ND MH W OF THE CAMEL PEN
BPIPE DEPTH:2.1nm PIPE DEPTH:N/A
e . CAMERA DIRRCTION —~—-->
'  STARTING |-~-- ' ENDING !
!  MANHOLE ) H MANBOLE !
H H TOTAL: 11.0 Metres ' ‘ H
[] ¥ 1
' ' FLOW DIRECTION > ' )
=2========‘.%zz:zz===m:8===!::::===:'.."..====zs:z58‘828888===833==ﬂ===ﬁ$=====
Summary Comments
DEBRIS IM THE LINE.
bistance Inspection Comments
At To
0.0 starting sanbole ~ 1%
0.0 11.0 Modorate debris in line - Iavert
11.0 Ernding mashole -~ 19
11.0 End of inapection

i8



92/88/1899 13:22 995-319-2265 TRANS VIDED INSPECT PAGE 1%

Report generated by Ratech pata Tech V Sewer TV Inspoction Syatam

rrans-Video Inspection Ltd.
SEWER TV. INSPECTION REPORY

CLIENT: METRO TORONTO Z0O. DATE: Pab 5 1999
STREET: AREA 7 TIME: 14:45:04
INSP. BY: F.H. REF. AREA:
DISK No: O2ZFH PILE NAME: TVIS0534.RPT
TAPE No: O2FH TAPE COUNT: 00:5%:00
PIPE SIZE: 300mm PIPE TYPE: STORM/CORC
FLOW DIR: West CAMERA DIR: With Flow
.-:.-:.-.:===*....":=========:::===s::=#a:=zs==z===:t#SSIIHI-III88=ﬂ======#==
STARTING LOCATION: BNDIKG LOCATION:
2ND MH W OF THE CAMEL PEN 3RD MH W OF THE CAMEL PEN
PIPE DEPTH:N/A PIPE DEPTH:N/A
o e e o i = CAMERA DIRBCTION ~—-=>
' STARTING [--- : ENDING |
! MARHOLE H H MANHOLE
‘ ' TOTAL: 46.5 Metres : '
P P20
) 1 ] i

i
i
[

FLOW DIRECTION ~—m> s

ErssSRIAZRNESSLR ==#:=..'..'..===ﬂ#388“':8ﬂﬂ==ﬂ======2===3=':tﬂﬂﬂHI-‘-‘I‘::

Summary Comments
TRE PIPE APPEARS TO BE IN GOOD CONDITION

Distance Inspection Comments
At To

0.0 Starting mashole - 18

1.1 Service connection -~ 9 O'clock
46.5 2nding manhole - 20
46.5 end of imspection
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82/88/1899 13:22

$95-319-2265 TRANS VIDED INSPECT PAGE

Report generated by Ratech Data foch V Sewer TV Imspection System

PTrans-Video Iaspection Ltd.
SEWER TV. INSPECTION REPORT

CLIENT: METRO TORONTO ZO0OO. DATE: Pab 5 1999
STREET: AREA ? TIME: 14:49:40

INSP. RY: F.H. REF. ARBA:

DISK No: 0ZFR FILE : TYISOS535.RPT

YAPE Ro: O2FR TAPE COUNT: 01:02:10

PIPE SIZE: 375mm PIPE TYPE: STORM/CONC

FLOW DIR: West CAMERA DIR: With Flow

e e T e A R =====“:25::33::33:‘8‘”’-8"lﬂl‘lﬂﬂﬂﬂﬂ!.!-

STARTING LOCATION:

3RD MH W OF THE CAMEL PEN

PIPE DEPTH:N/A

e T - P

STARYING
MANHOLE

20

ENDING LOCATION:
4TH NH W OF THE CANMEL PEN

CAMERA DIRECTION —-—-2 -

ENDING
MANHOLE
TOTAL: 55.0 Matres
21

- ..
EBweteEEReSs

FLOW DIRECTION ——-+>

2:::::::33:2:=====“-‘-‘==Sﬁ#tﬁ*tlﬂaﬂ.llﬂﬂ.lﬂll“l‘l'IR"“”“'*'#==2

Dizxtance

At
0.0
5.2
9.5

23.8

31.8

38.0

38.0

55.0

55.0

To

55.0

38.0

Summary Comments

THE MAP IS WRONG SUPOSSED TO MEET WITH
MH 0B.NOT THE CASE.

Ingpection Comments

Starting manhole - 20

Service connection ~ 2 O0'clock
Service commection - $ O‘clock
Service connection — 10 O'clock

Light ponding in line

Service connection - Crown

Moderate calcite ia line - Around pipe
Ending manhole -~ 21

End of inspection

28
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985-318-2265

TRANS VIDED INSPECT

PAGE 21

Report generats<i by Ratech Data Tech V Sewer TV Iaspection Eysteam

Trans-Video Ingpection Ltd.

SEWER TV. INSPECTION REPORY
CLIENT: MEYRO 'TORONTO Z0OO. DATE: Fedb 5 1999
STREET: AREA 7 TIME: 14:57:35
INSP. BY: F.H. REF. AREA:
DISK No: D2FR FILE NAME: TVIS0S536.RPT
TAPE No: 02FH TAPE COUNY: 01:07:35
PIPE SIZE: 375mam PIPE TYPE: STORM/CONC
FLOW DIR: West CAMERA DIE: With Flow
N e R T A . L T T S R R e R I A R R N e R S e e

STARTING LOCATION:

4TD MH W OF THE

ENDING LOCATION:

CAMEL PEN STH MH W OF THE CAMEL PER

CAMERA DIRECTION —~~<>

i STARTING | --—-- - -1 ENDING |
i MANHOLE H : MANHOLE |
H . TOTAL: 0.0 Metres ' H
3 21 ' H o8 '
[P ' FIOW DIRECTION ----> JEE— —————
R e L L R T R I R e e L S T e R R L T . e e Rt X
Summary Comments
THE CAMERA WAS UNABLE TO MAXKE THE BEND
IN THE MH.
Distance Ingpaction Comments
At To
0.0 Starting msanhole - 21
0.0 CAMERA NOT ABLE TO MAKE THE BEND
0.0 Camera blocked in line
0.0 End of inspection
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Thomas L. Powell, Fire Chief

* Quidelines for Water Services for Fire Protection

February 26, 1992

E} Minimum size of water supply:

1. A single private hydrant only -

6" (150mm);
. 2. A single private hydrant and sprinklers and/or standpipes -

8" (200mm) to the hydra.Pg{ to the sprinklers/standpipe, 6" (150mm) to the
rest. Alternatively hydraulic calculations proving the required water supply,

3. Two private hydrants - _
8" (200mm), Alternatively hydraulic calculations proving the required water
supply. o

4. More than two private hydrants -
8" (200mm). Looped system required. (N.B, Main size may be reduced if
hydraulic calculations are submitted proving the required water supply.)

Note:  Scarborough Public Utilities Commission requirements for domestic water supply taken
within building from same water service as the fire protection systems:
1. A 1" domestic supply may be taken from a 6" ( 150mm) service;
2. A 2" domestic supply may be taken from an 8" (200mm) service;
- 3. _ﬁggmag'_ggly hydraulic calculations proving the required water supply for both the fire
protection system(s) and the domestic system.

James C. Macdon i
Director
Fire Prevention D
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